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BATT INSULATION

GWB

CERAMIC TILE

CMU

COMPRESSIBLE FILLER

CONCRETE

EARTH

GRAVEL

RIGID INSULATION

SMOKE SEALANT

STEEL

WOOD

PLYWOOD

PARTICLE BOARD

GRATE

SAND, CEMENT, GROUT

MATERIAL LEGEND:

INSULATED METAL
WALL PANEL

A101

1

101

N

20

1t

COLUMN GRID LINE

CENTER LINE

TOILET ACCESSORY TAG

DETAIL MARKER

DOOR TAG

NORTH ARROW

ROOM IDENTIFICATION

WALL TAG

1t WINDOW TAG

Room name
101

CL

0

L20 EQUIPMENT TAG

ROOM NAME
ROOM NO.

OPEN
1.1

CEILING TAG

A101

1

1 1

1

ELEVATION TAG

EXPANSION JOINT

1 HR ASSEMBLY

MATCHLINE

1
A101

1
A101

1A
A

SIGNAGE TAG
SIGN NO.
SIGN TYPE

DETAIL NO.
DRAWING NO.

WALL SECTION MARKER
DETAIL NO.
DRAWING NO.

BUILDING SECTION MARKER
DETAIL NO.
DRAWING NO.

CEILING TYPE
CEILING HEIGHT

SYMBOLS LEGEND:

(REFER TO DWG ARC-901)

(REFER TO DWG ARC-901)

1 HR ASSEMBLY

ABBREVIATIONS

EWC ELECTRIC WATER COOLER
EX / EXST EXISTING
EXC EXCAVATE
EXH EXHAUST
EXP EXPANSION
EXT EXTERIOR

FCO FLOOR CLEAN OUT
FD FLOOR DRAIN
FDN FOUNDATION
FE FIRE EXTINGUISHER
FF FABRIC FLASHING
FGL FIBERGLASS
FHC FIRE HOSE CABINET
FHY FIRE HYDRANT
FIN FINISHED
FL FLOOR
FLUOR FLUORESCENT
FOC FACE OF CONCRETE
FOF FACE OF FINISH
FOM FACE OF MASONRY
FR FIRE RESISTANT
FPRF FIREPROOFING
FRP FIBER REINFORCED PLASTIC
FS FULL SIZE
FT FOOT OR FEET
FTG FOOTING
FTR FIN TUBE RADIATION
FURR FURRING
FV FIELD VERIFY

G GAS
GA GAUGE
GALV GALVANIZED
GB GRAB BAR
GC GENERAL CONTRACTOR
GEN GENERATOR
GL GLASS
GND GROUND
GR GRADE
GRL GRILLE
GRTG GRATING
GSKT GASKET
GT GROUT
GVL GRAVEL
GWB GYPSUM WALL BOARD

HB HOSE BIBB
HC HANDICAPPED
HDW HARDWARE
HGT HEIGHT
HM HOLLOW METAL
HMD HOLLOW METAL DOOR
HNDRL HANDRAIL
HO HOLD OPEN
HORIZ HORIZONTAL
HP HIGH POINT
HR HOUR
HVAC HEAT, VENTILATION & AIR 

CONDITIONING

ID INSIDE DIAMETER
IF INSIDE FACE
IN INCH OR INCHES
INSUL INSULATION
INT INTERIOR

JAN  JANITOR
JNT JOINT

KD KNOCKED DOWN
KIT KITCHEN

L LEFT
LF           LINEAR FOOT
LG LENGHT
LGMF LIGHT GAUGE METAL FRAMING
LAD LADDER
LAM LAMINATE
LAV LAVATORY
LB POUND
LBL        LABEL
LCC LEAD COATED COPPER
LH LEFT HAND
LHR LEFT HAND REVERSE

LIN LINEAR
LKR LOCKER
LNTL LINTEL
LONG       LONGITUDINAL
LP LOW POINT
LT LIGHT
LTWT LIGHTWEIGHT
LTG LIGHTING
LVR LOUVER

MAINT MAINTENANCE
MANF MANUFACTURER
MAS MASONRY
MATL      MATERIAL
MAX MAXIMUM
MDO MEDIUM DENSITY OVERLAY
MECH MECHANICAL
MED       MEDIUM
MEMB MEMBRANE
MF METAL FLASHING
MFR MANUFACTURER
MH MANHOLE
MIN MINIMUM
MIR        MIRROR
MISC MISCELLANEOUS
MLDG MOLDING
MO MASONRY OPENING
MS METAL STUD
MTD MOUNTED
MTL METAL
MTR MORTAR
MULL MULLION
MVBL MOVABLE

N NORTH
NA           NOT APPLICABLE
NAT NATURAL
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NTS NOT TO SCALE

OA OVERALL
OC ON CENTER
OD OUTSIDE DIAMETER
OF             OUTSIDE FACE
OFF           OFFICE
OH OVERHEAD
OPNG OPENING
OPHD OPPOSITE HAND
OPP OPPOSITE

P&S POWER & SIGNAL
PAR PARALLEL
PART PARTITION
PC PRECAST
PERF PERFORATED
PERP PERPENDICULAR
PL PLATE
PLAM PLASTIC LAMINATE
PM PRESSED METAL
PNL PANEL
PRMT PERIMETER
PT PRESSURE TREATED
PTD PAINTED
PVG PAVING
PWD PLYWOOD

QTY QUANTITY

R RADIUS OR (STAIR) RISERS
RAD RADIATOR
RCP REFLECTED CEILING PLAN
RD ROOF DRAIN
REC       RECESSED
REF       REFERENCE
REFR      REFRIGERATOR
REINF REINFORCING
REM       REMOVABLE
REQD REQUIRED
REQMTS REQUIREMENTS
RESIL     RESILIENT
RFI RIGID FOAM INSULATION
RFG       ROOFING
RH RIGHT HAND
RM ROOM
RO ROUGH OPENING
RV ROOF VENT

& AND
@ AT
AB ANCHOR BOLD
AC AIR CONDITIONING
ACT ACOUSTICAL CEILING TILE
AD ACCESS DOOR
ADH ADHESIVE
ADJ ADJUSTABLE
ADJC ADJACENT
AFF ABOVE FINISHED FLOOR
AH AIR HANDLER
AL ALUMINUM
ALT ALTERNATE
ANOD ANODIZED
APP APPROXIMATELY
ARCH ARCHITECTURAL
ASPH ASPHALT

BD          BOARD
BETW BETWEEN
BIT           BITUMINOUS
BLDG BUILDING
BLKG BLOCKING
BM        BEAM
BO BY OTHERS
BOT BOTTOM
BP BUILDING PAPER
BR BRASS
BRZ BRONZE
BU BUILT UP

C COURSE
CL CENTER LINE
CAB CABINET
CEM          CEMENT
CHAN CHANNEL
CHFR CHAMFER
CHR CHROME
CI CAST IRON
CJ CONTROL JOINT
CL CLOSET
CLG CEILING
CLR CLEARANCE
CMPST COMPOSITE
CMU CONCRETE MASONRY UNIT
CNTR COUNTER
COL COLUMN
COMP COMPRESSIBLE
CONC CONCRETE
CONN CONNECTION
CONSTR CONSTRUCTION
CONT CONTINUOUS
CONTR CONTRACTOR
COP COPPER
CORR   CORRIDOR
CT CERAMIC TILE

Ø DIAMETER
DBL DOUBLE
DIA DIAMETER
DIV DIVISION
DIM DIMENSION
DMPF      DAMPPROFING
DN DOWN
DOP       DOOR OPENING
DR DOOR
DS DOWNSPOUT
DSP       DRY STANDPIPE
DTL DETAIL
DWG DRAWING

E EAST
EA EACH
EB EXPANSION BOLT
EF EXHAUST FAN
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRICAL
ENTR ENTRANCE
EP ELECTRICAL PANEL
EQ EQUAL
EQUIP EQUIPMENT
ESMT EASEMENT

S SOUTH
SAFB SOUND ATTENUATION FIBER 

BLANKET
SC SEALED CONCRETE
SCHED   SCHEDULED
SCR SCREW
SCRN    SCREEN
SD SOAP DISPENSER
SECT SECTION
SF SQUARE FOOT
SHT SHEET
SHTHG     SHEATHING
SHV SHELVING
SIM SIMILAR
SK SINK
SM SHEET METAL
SP SPRAY PARTICLE PAINT
SPEC SPECIFICATIONS
SQ SQUARE
SS/ST STL STAINLESS STEEL
STD STANDARD
STL STEEL
STOR      STORAGE
STR STRUCTURAL
SUSP SUSPENDED
SYM SYMBOL
SYMM      SYMMETRICAL
SYS SYSTEM
S4S SURFACE FOUR SIDES

T TREADS (STAIRS)
TB TOBBLE BOLT / TACK BOARD
TBD TO BE DETERMINED
TDO THERMOSET DECORATIVE OVERLAY 

(MELAMINE)
TEMP TEMP TEMPERED / TEMPORARY
TEL TELEPHONE
THK THICK
THRES THRESHOLD    
THRU THROUGH
T.O. TOP OF
TOC TOP OF CONCRETE
TOM TOP OF MASONRY
TOS TOP OF STEEL
TOW TOP OF WALL
TRANS TRANSLUCENT
TYP TYPICAL

UL UNDERWRITERS LABORATORY
UNFIN UNFINISHED
UON UNLESS OTHERWISE NOTED
UR URINAL
UV UNIT VENTILATOR

VB VAPOR BARRIER OR VINYL BASE
VEN VENEER
VER VERIFY
VERT VERTICAL
VEST VESTIBULE
VIF VERIFY IN FIELD
VNR VENEER
VR VAPOR RETARDER

W WEST
WC WATER CLOSET
WD WOOD
W/ WITH
W/O WITHOUT
WGL WIRED GLASS
WLD WELDED
WP WORKING POINT
WT WEIGHT
WTH WIDTH
WTRPRF WATERPROOFING
WWF WELDED WIRE FABRIC
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CODE ANALYSIS PLAN - GROUND

NO. Revision Description Date

MEN'S ROOM (NO. 12)
3 WATER CLOSETS
3 URINALS
2 SINKS
3 SHOWERS

1 DRINKING FOUNTAIN

THE PROJECT HAS BEEN EVALUATED FOR CONFORMANCE
WITH THE FOLLOWING CODES AND STANDARDS:

* CONNECTICUT STATE BUILDING CODE, 2005
CONNECTICUT SUPPLEMENT AND 2009 AMENDMENT

* 2003 INTERNATIONAL BUILDING CODE

* ICC/ANSI A117.1 - 2003 ACCESSIBLE AND USABLE
BUILDINGS AND FACILITIES

* 2003 INTERNATIONAL MECHANICAL CODE

* 2003 INTERNATIONAL PLUMBING CODE

* 2006 INTERNATIONAL ENERGY CONSERVATION
CODE (NEW EDITION ADOPTED WITH CHANGES -
EFFECTIVE AUGUST 1, 2011)

* 2009 INTERNATIONAL ENERGY CONSERVATION
CODE WITH CONNECTICUT AMENDMENTS
(EFFECTIVE OCTOBER 7,2011)

* 2005 NATIONAL ELECTRICAL CODE (NFPA-70)

NOTE:

PLUMBING FIXTURE COUNT:

HEIGHT AND AREA LIMITATIONS:

NOTES:
* PER SECTION 506.1 WIDTH LIMIT,

'W' MUST BE AT LEAST 20 FT AND
THE QUANTITY 'W' DIVIDED BY 30
SHALL NOT EXCEED 1.0.
EXCEPTION: THE QUANTITY 'W'
DIVIDED BY 30 SHALL BE PERMITTED
NOT TO EXCEED 2.0 WHEN ALL OF
THE FOLLOWING CONDITIONS
EXIST:

1. THE BUILDING IS PERMITTED 
TO BE UNLIMITED BY SECTION
507.

2. THE ONLY PROVISION
PREVENTING UNLIMITED AREA IS 
COMPLIANCE WITH THE 60 FOOT
PUBLIC WAY OR YARD
REQUIREMENT, AS APPLICABLE.

** ACCESSORY USE AREA FOR B USE
OF OCCUPANCY: ALLOWED AREA =
8,106 SF (10% OF 81,045 SF).
TOTAL PROPOSED AREA = 8,079 SF

CONSTRUCTION TYPE: TYPE IIB
(NONCOMBUSTIBLE, UNPROTECTED)

MEANS OF EGRESS:

FLOOR

OCCUPANCY

1 / BUSINESS
1 / REPAIR GARAGE

OCCUPANT

LOAD

81
728

REQUIRED

EXITS

2
3

PROVIDED

EXITS

4
17

EXIT CAPACITY

(PERSONS)

960
4,080

THE CALCULATED OCCUPANT LOAD FOR THE PROPOSED FLOOR PLAN, THE
CORRESPONDING NUMBER OF EXITS AND THE PROVIDED EGRESS CAPACITY ARE
SUMMARIZED BELOW (IBC 2003, TABLE 1004.1.1, SECTION 1005.1, TABLE 1015.1
AND TABLE 1018.1)

MAXIMUM EXIT ACCESS TRAVEL DISTANCE NOT TO EXCEED 250 FT PER TABLE 1015.1

MAXIMUM DEAD END CORRIDOR LENGTH MUST BE <20 FEET (IBC 2003 1016.3)
IN OCCUPANCIES IN GROUP B WHERE THE BUILDING IS FULLY SPRINKLERED
THE LENGTH OF DEAD END CORRIDOR SHALL NOT EXCEED 50 FEET.

ACCESSORY USE AREA:

S-1 MODERATE HAZARD STORAGE (REPAIR GARAGE)

B (OFFICES) ACCESSORY USE <10 PERCENT OF THE
AREA OF PRIMARY OCCUPANCY

OCCUPANCY CLASSIFICATION:

SPRINKLERS:

507.2 SPRINKLERED ONE-STORY: THE AREA OF A ONE-
STORY, GROUP B, F, M OR S BUILDING OR A ONE-STORY
GROUP A BUILDING OF OTHER THAN TYPE V
CONSTRUCTION SHALL NOT BE LIMITED WHEN THE
BUILDING IS PROVIDED WITH AN AUTOMATIC SPRINKLER
SYSTEM THROUGHOUT IN ACCORDANCE WITH SECTION
903.3.1.1 AND IS SURROUNDED AND ADJOINED BY PUBLIC
WAYS OR YARDS NOT LESS THAN 60 FEET IN WIDTH

NOTE: ALL ELECTRICAL IN ROOM 26 AND 27 SHALL BE IN
COMPLIANCE WITH NFPA 52.  ALL ELECTRICAL SHALL BE NFPA
CLASS I DIV. 2 GROUP D

WOMENS ROOM (NO. 13)
2 WATER CLOSETS
2 SINKS
1 SHOWER

3 WASH BASINS

SCALE:  3/64" = 1'-0"
2

CODE ANALYSIS PLAN -EQUIP. PLATFORM

SECTION 505.2:
INDUSTRIAL EQUIPMENT PLATFORM

CODE REFERENCE: HEIGHT: AREA:

TABLE 503 3-STORY
(55 FEET)

17,500 SF

SECTION 504.2:
AUTOMATIC SPRINKLER SYSTEM INCREASE

1-STORY
(20 FEET)

-

505.1 AREA LIMITATION
THE AGGREGATE AREA OF ALL PLATFORMS WITHIN
A ROOM SHALL NOT EXCEED TWO-THIRDS OF THE
AREA OF THE ROOM IN WHICH THEY OCCUR

26,250 SFSECTION 506.2:
FRONTAGE INCREASE
(% OPEN) 150% ALLOWED AREA INCREASE
FROM TABLE 503 (EQUATION 5-2)*

-

-

SECTION 506.3:
SPRINKLER AREA INCREASE SINGLE STORY
BLDG = 300 ALLOWED AREA PER TABLE 503

52,500 SF-

TOTAL ALLOWED 96,250 SF4-STORY

(75 FEET)

ACTUAL HEIGHT AND AREA 81,045 SF **1-STORY

(40 FEET)

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 
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HM DOOR
& FRAME

U.O.N.

4" TYP.

NOTE: DETAIL APPLICABLE TO
LOCATE DOORS IF NOT
DIMENSIONED OTHERWISE.

CMU PARTITION,
SEE PLAN FOR TYPE

BACKER ROD &
SEALANT, TYP.

REFER TO STRUCT. DWGS FOR
REINFORCING REQUIREMENTS

PROVIDE FLUSH VERTICAL JOINTS
AT FIRST COURSE OF CMU, TYP.

TOOLED JOINTS, TYP.

WALL BASE IS SCHEDULED, SEE
ROOM FINISH SCHEDULE

SEALANT AT
CONTROL JOINT

8" NOM. CONCRETE MASONRY
UNITS, SEE STRUCT. DWGS FOR
REINFORCING REQUIREMENTS

CONCRETE SLAB

CEILING AS SCHEDULED

STRUCTURE ABOVE

DEFLECTION TRACK

BATT INSULATION

6" LIGHT GAUGE METAL FRAMING

3A 8" CMU W/ 6" MTL STUD & (1) LAYER OF 5/8" GWB, BOTH SIDES

3B
8" CMU W/ 6" MTL STUD & (1) LAYER OF 5/8" TYPE 'X' GWB, BOTH
SIDES. 1 HR RATED UL# U905 (LOW) & UL# U425 (HIGH)

(1) LAYER OF 5/8" IMPACT
RESISTANCE GWB, BOTH SIDES

BACKER ROD & SEALANT, TYP.

FINISH FLOORING & WALL BASE
AS SCHEDULED

INTERIOR PARTITION TYPE  3

SEALANT, TYP.

CL

NOTE:  AT TOP OF FIRE RATED
PARTITION, FILL FLUTES WITH FIRE
RATED MINERAL WOOL & FIRESTOP
JOINT SPRAY, SEE HEAD DETAIL.
AT PENETRATIONS, FILL AROUND
WITH FIRE FOAM.

AT REPAIR BAYS
ONLY,  EDGE OF
GWB WALL SHALL
ALIGH WITH
EDGE OF CMU ON
THE REPAIR BAYS
SIDE

T.O. MASONRY

8'-0" A.F.F.

J BEAD, TYP.

3C
8" CMU W/ 6" MTL STUD & (1) LAYER OF 5/8" TYPE 'X' GWB ON LUBE
BAY RM [24] SIDE, (2) LAYERS OF 5/8" TYPE 'X' ON LUBE STORAGE RM
[25] SIDE. 2 HR FM GLOBAL ASSEMBLY

FINISH FLOORING & WALL BASE AS
SCHEDULED

SEALANT, TYP.

CONCRETE SLAB

STRUCTURE ABOVE

CEILING SYSTEM AS SCHEDULED

INTERIOR PARTITION TYPE  2

2A 6" CMU

2B 8" CMU

2C 8" CMU, 1 HR RATED UL# U905

SEE STRUCT. DWGS FOR CLEARANCE
TO DECK

STL ANGLE, SEE STRUCT. DWGS

MINERAL WOOL COMPRESSIBLE
FILLER

NOTE:  AT TOP OF FIRE RATED
PARTITION, FILL FLUTES WITH FIRE
RATED MINERAL WOOL & FIRESTOP
JOINT SPRAY, SEE HEAD DETAIL.  AT
PENETRATIONS, FILL AROUND WITH
FIRE FOAM.

6" OR 8" NOM. CONCRETE MASONRY
UNITS, SEE STRUCT. DWGS FOR
REINFORCING REQUIREMENTS

STRUCTURE ABOVE

DEFLECTION TRACK

BATT INSULATION

8" LIGHT GAUGE METAL FRAMING

4A
8" CMU/4" GLAZED CMU WITH 8" MTL STUD & (1) LAYER OF 5/8"
GWB, BOTH SIDES

(1) LAYER OF 5/8" GWB

INTERIOR PARTITION TYPE  4

BACKER ROD & SEALANT, TYP.

REPAIR BAYS
SIDE

T.O. CMU

8'-0" A.F.F.

ALIGN

WASH BAY
SIDE

T.O. GLAZED CMU

10'-8" A.F.F.

(1) LAYER OF 5/8" MOISTURE
RESISTANT GWB WITH LAYER OF FRP

S.S. FLASHING SET IN SEALANT

4" NOM. GLAZED CONCRETE MASONRY
UNITS, SEE STRUCT. DWGS FOR
REINFORCING REQUIREMENTS

FINISH FLOORING & WALL BASE
AS SCHEDULED

COVED BASE UNIT SHAPE

CONCRETE SLAB

8" NOM. CONCRETE MASONRY UNITS,
SEE STRUCT. DWGS FOR REINFORCING
REQUIREMENTS

SEALANT, TYP

4B
8" CMU/4" GLAZED CMU WITH 8" MTL STUD & (1) LAYER OF 5/8"
TYPE 'X' GWB, BOTH SIDES 1 HR RATED UL# 905 (LOW) & UL# U425
(HIGH)

J BEAD,
TYP.

(1) LAYER
OF 5/8"
IMPACT
RESISTANT
GWB

4C
8" CMU/4" GLAZED CMU WITH 8" MTL STUD & (1) LAYER OF 5/8"
TYPE 'X' GWB ON WASH BAY RM [23] SIDE, (2) LAYERS OF 5/8" TYPE
'X' ON LUBE STORAGE RM [25] SIDE. 2 HR FM GLOBAL ASSEMBLY

MINERAL WOOL
COMPRESSED AND FLUSH
WITH BOTH SIDES OF WALL

METAL DECK, SEE
STRUCT DWGS

FIRESTOP JOINT SPRAY,
COMPLETELY OVERLAP
MINERAL WOOL AND TO
OVERLAP CMU WALL 1/2"
MIN., BOTH SIDES OF
WALL

STEEL ANGLE, SEE
STRUCTURAL
DRAWINGS

CMU PARTITION, SEE
PLANS

MINERAL WOOL COMPRESSED
AND FLUSH WITH BOTH SIDES
OF WALL

METAL DECK, SEE STRUCT
DWGS

FIRE-RESISTANT SEALANT,
TYP BOTH SIDES

GWB & MTL STUD
PARTITION,
SEE PLANS

DEFLECTION TRACK, DO NOT
ATTACH FINISH TO TRACK.
ALLOW FOR 1" DEFLECTION
OF STRUCTURE, TYP

BITUMINOUS DAMPROOFING

CONCRETE MASONRY UNIT
SEE STRUCT.  DWG

4" NOM. MASONRY VENEER

MASONRY VENEER ANCHORS
AT 16" O.C. VERTICALLY AND
24" O.C. HORIZONTALLY.

EXTERIOR WALL TYPE MV-1

3" EXTRUDED POLYSTYRENE
RIGID INSULATION

1" AIR CAVITY

10" MTL. WIND GIRT,
SEE STRUCT. DWGS

STEEL COLUMN BEYOND,
SEE STRUCT. DWGS

3" INSULATED METAL
WALL PANEL WITH
VERTICAL REVEAL

EXTERIOR WALL TYPE MP-1

6"

?X

6" LGMF STUDS, SEE
STRUCT. DWGS

STEEL COLUMN BEYOND,
SEE STRUCT. DWGS

3" INSULATED METAL
WALL PANEL WITH
HORIZONTAL REVEALS

EXTERIOR WALL TYPE MP-2

6"

?X

FINISH FLOORING & WALL BASE AS
SCHEDULED

(1) LAYER OF 5/8" MOISTURE
RESISTANT GWB, BOTH SIDES

6" GALV. MTL STUDS AT 16" O.C.

SEALANT, TYP.

CONCRETE SLAB

DEFLECTION TRACK

STRUCTURE ABOVE

PARTITION TYPE  1

1A 6" MTL STUD, (1) LAYER OF 5/8" GWB, BOTH SIDES

1B
6" MTL STUD, (1) LAYER OF 5/8" GWB, BOTH SIDES WITH
(1) LAYER OF PVC ROOFING MEMBRANE, ONE SIDE.

SEALANT, TYP.

AT TYPE 1B ONLY, EXTEND PVC
MEMBRANE ROOFING SYSTEM
VERTICALLY

BATT INSULATION
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A

DOOR JAMB DETAIL, TYP.
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B
CMU TO CMU DETAIL, TYP.
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C

BASE AT CMU WALL DETAIL, TYP.
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D
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E

GWB HEAD DETAIL AT RATED WALL
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ROOM FINISH SCHEDULE LEGEND:

FLOORS:

EPOXY FLUID APPLIED EPOXY
RT RUBBER TILE
SCONC SEALED CONCRETE
PVC PVC MEMBRANE ROOF SYSTEM

BASE:

EPOXY FLUID APPLIED EPOXY, COVE
RUB 4" RUBBER WALL BASE, COVE
GCMU GLAZED BLOCK BASE, COVE
CT CERAMIC TILE WALL BASE, COVE

WALLS:

PAINT PAINTED GWB AND/OR CMU
CT CERAMIC TILE
GCMU GLAZED CMU
PVC PVC MEMBRANE ROOF SYSTEM

CEILINGS:

ACT ACOUSTICAL CEILING TILE SYSTEM
EXPOSED EXPOSED, PAINT ALL EXPOSED TO VIEW 

SURFACES, SEE ARC-121 FOR EXTENT.

ROOM FINISH SCHEDULE GENERAL NOTES:

1. PAINT ALL EXPOSED TO VIEW STRUCTURAL STEEL
INCLUDING (BUT NOT LIMITED TO) COLUMNS, BEAMS, JOISTS,
GIRTS, SUBGIRTS, CONDUIT, ETC, U.O.N.
EXPOSED GALV. STEEL DECKING SHALL BE EXCLUDED AND
REMAIN UNFINISHED.

2. PROVIDE WINDOW TREATMENTS AT ALL WINDOWS, TYP.

3. PROVIDE ADA SIGNAGE THROUGHOUT ENTIRE BUILDING,
SEE SIGNAGE DRAWING ARC-901 FOR MORE INFO.

4. ALL CONCRETE EQUIPMENT PADS TO BE SEALED.
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ROOM FINISH SCHEDULE

ROCKY HILL

NO. Revision Description Date

ROOM FINISH SCHEDULE

ROOM # ROOM NAME FLOOR BASE WALLS CEILING REMARKS

01 VEST EPOXY EPOXY PAINT ACT

02 HALL EPOXY EPOXY PAINT ACT

03 MACHINE SHOP SUPERVISIOR RT RUB PAINT ACT

04 MACHINE SHOP CREW LEADER & CLERK OFFICE RT RUB PAINT ACT

05 CONFERENCE ROOM RT RUB PAINT ACT

06 JANITOR EPOXY EPOXY PAINT ACT

07 BREAK ROOM RT RUB PAINT ACT

08 COMM ROOM SCONC RUB PAINT ACT

09 ELECTRICAL ROOM SCONC RUB PAINT EXPOSED

10 MECHANICAL ROOM SCONC RUB PAINT EXPOSED

11 VEST EPOXY EPOXY PAINT EXPOSED

12 MENS ROOM EPOXY CT CT/PAINT ACT CT WAINSCOTTING 6'-0" A.F.F

13 WOMENS ROOM EPOXY CT CT/PAINT ACT CT WAINSCOTTING 6'-0" A.F.F

13A LOCKER/SHOWER EPOXY CT CT/PAINT ACT CT WAINSCOTTING 6'-0" A.F.F

14 EQUIPMENT GENERAL SUPERVISOR RT RUB PAINT ACT

15 GARAGE SUPERVISOR RT RUB PAINT ACT

16 REPAIR CREW LEADER & SUPERVISOR OFFICE RT RUB PAINT ACT

17 EQUIPMENT INSPECTION AND IN-SERVICE OFFICE RT RUB PAINT ACT

18 MEDIA STORAGE ROOM RT RUB PAINT ACT

19 SERVICE VESTIBULE RT RUB PAINT EXPOSED

20 STORES MATERIAL MANAGEMENT RT RUB PAINT ACT

21 STORES STOCK ROOM SUPERVISOR RT RUB PAINT ACT

22 STORES STOCKROOM SCONC - PAINT EXPOSED

23 WASH BAY SCONC GCMU GCMU/PAINT EXPOSED GCMU 10'-8" A.F.F

24 LUBRICANT STORAGE / COMPRESSOR SCONC - PAINT EXPOSED

25 LUBE BAYS SCONC - PAINT EXPOSED

26 EQUIPMENT INSPECTION / CNG INSPECTION SCONC - PAINT EXPOSED

27 TOOL CRIB SCONC - PAINT EXPOSED

28 REPAIR BAYS SCONC - PAINT EXPOSED

29 TOOL CRIB WITH NO CHARGE AREA SCONC - PAINT EXPOSED

30 WELD SHOP SCONC - PAINT EXPOSED

30.1 OXYGEN / ACETYLENE STORAGE CRIB SCONC - PAINT EXPOSED

30.2 OXYGEN / ACETYLENE STORAGE CRIB SCONC - PAINT EXPOSED

31 MACHINE SHOP SCONC - PAINT EXPOSED

32 AERIAL BUCKET BAYS SCONC - PAINT EXPOSED

33 WELD / FABRICATION SHOP SCONC - PAINT EXPOSED

33.1 OXYGEN/ACETYLENE STORAGE CRIB SCONC - PAINT EXPOSED

33.2 OXYGEN / ACETYLENE STORAGE CRIB SCONC - PAINT EXPOSED

34 PARTS WASHER SCONC GCMU GCMU/PAINT EXPOSED GCMU 10'-8" A.F.F.

35 PAINT EQUIPMENT ROOM SCONC - PAINT EXPOSED

36 PAINT BAYS SCONC - PAINT EXPOSED

37 PAINT REMOVAL BOOTH SCONC - - EXPOSED

38 PAINT SPRAY BOOTH SCONC - - EXPOSED

39 PAINT MIX ROOM SCONC - - EXPOSED

40 FIRE PUMP ROOM SCONC - PAINT EXPOSED

41 EQUIPMENT PLATFORM SCONC RUB PAINT EXPOSED

42 INTAKE PLENUM PVC - PVC EXPOSED

43 PAINT BOOTH PLATFORM SCONC - PAINT EXPOSED

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 
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DGT REPAIR FACILITY
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ARC-006

EQUIPMENT SCHEDULE

ROCKY HILL

TAG

NO. DESCRIPTION

NEW /

EXISTING LOCATION

CT DOT TAG

NO. MANF. MODEL NO. POWER REQUIREMENTS INSTALLED BY REMARKS

AP1 REFRIGERATOR NEW BREAK ROOM N/A BASIS-OF-DESIGN: GE - 120V; 60 HZ; 15A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

AP2 MICROWAVE NEW BREAK ROOM N/A BASIS-OF-DESIGN: GE - 120V; 60 HZ CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

NO. Revision Description Date

C1 BRIDGE CRANE (5 TON) NEW REPAIR BAYS N/A BASIS-OF-DESIGN: CRANEMART - SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

C2 BRIDGE CRANE (3 TON) NEW WELD SHOP N/A BASIS-OF-DESIGN: CRANEMART - SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

C3 MONORAIL CRANE NEW LUBE BAYS N/A BASIS-OF-DESIGN: SPEEDWAY
SERIES 31

C1W03D021-15*2D
O

SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

C4 BRIDGE CRANE (3 TON) NEW MACHINE SHOP N/A BASIS-OF-DESIGN: CRANEMART - SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

C5 BRIDGE CRANE (3 TON) NEW AERIAL BUCKET BAYS N/A BASIS-OF-DESIGN: CRANEMART - SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

C6 BRIDGE CRANE (5 TON) NEW WELD / FABRICATION SHOP N/A BASIS-OF-DESIGN: CRANEMART - SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

C7 MANUAL CHAIN HOIST CRANE (2 TON) NEW PARTS WASHER N/A BASIS-OF-DESIGN: CM CYCLONE 4526 N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

E1 LATHE EXISTING MACHINE SHOP 51-110 LEBLOND - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E2 LATHE EXISTING MACHINE SHOP 51-062 AXELSON - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E3 LATHE EXISTING MACHINE SHOP 49-2627 LEBLOND - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E4 LATHE EXISTING MACHINE SHOP 51-478 CINCINNATI - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E5 LATHE (LARGE) EXISTING MACHINE SHOP 51-067 SEBASTIAN - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E6 LATHE EXISTING AERIAL BUCKET BAYS 51-111 SOUTH BEND - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E7 THREADING MACHINE EXISTING MACHINE SHOP 50-675 OSTER - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E8 MILLING MACHINE EXISTING MACHINE SHOP 51-516 ROCKWELL - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E9 (BRIDGEPORT?) EXISTING MACHINE SHOP 51-234 BRIDGEPORT - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E10 (BRIDGEPORT?) EXISTING MACHINE SHOP 51-10079 BRIDGEPORT - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E11 (BRIDGEPORT ENGINE?) EXISTING MACHINE SHOP 51-0591 BRIDGEPORT - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E12 MILL EXISTING MACHINE SHOP 51-334 MRF - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E13 DRILL PRESS (HEAVY DUTY) EXISTING WELD / FABRICATION SHOP 52-10120 JOHNSON - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E14 TOOL MAKER / SURFACE GRINDER EXISTING MACHINE SHOP 53-10053 DOALL - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E15 GRINDER EXISTING MACHINE SHOP 53-10060 ID-OD - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E16 GRINDER EXISTING MACHINE SHOP 53-339 HEAD - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E17 CYLINDER HONE EXISTING MACHINE SHOP 58-1196 - - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E18 FLYWHEEL GRINDER EXISTING MACHINE SHOP 53-212 - - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E19 PRESS EXISTING MACHINE SHOP 54-041 DRAKE - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E20 BAND SAW EXISTING MACHINE SHOP 51-301 MARVEL - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E21 BAND SAW EXISTING MACHINE SHOP 51-10013 ROCKWELL - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E22 PRESS EXISTING MACHINE SHOP - ARBOR - N/A OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E23 CYLINDER BORING MACHINE EXISTING MACHINE SHOP 49-2597 - - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E24 BORING BAR MACHINE EXISTING MACHINE SHOP 57-1320 - - 110V/11A/SINGLE PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E25 CONNECTED ROD FITTING MACHINE EXISTING MACHINE SHOP 49-2597 - - 110V/8.2A/SINGLE PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E26 SAND BLAST CABINET EXISTING AERIAL BUCKET BAYS 58-1195 - - 110V/13A/SINGLE PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E27 BENCH GRINDER WITH BELT SANDER EXISTING MACHINE SHOP - - - - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E28 ENGINE LATHE EXISTING MACHINE SHOP 51-557 JET GH 1340 220V/9.2A/3 PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E29 PARTS WASHER NEW PARTS WASHER - MART TORNADO 40
HI-PROFILE

20 HP CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

E30 SYNCHROWAVE EXISTING MACHINE SHOP 55-10124 MILLER 250 220V/96A/SINGLE PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E31 SHEAR/PUNCH EXISTING WELD / FABRICATION SHOP 55-10036 - - 220V/14.8A/3 PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E32 VALVE CUTTER EXISTING MACHINE SHOP 53-561 - - 115V/11A/SINGLE PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E33 HYDRAULIC  PRESS EXISTING WELD / FABRICATION SHOP 54-0034 - MANLEY 220V*/3.4A/3 PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E34 DRILL PRESS EXISTING WELD / FABRICATION SHOP 52-149 - BUFFALO 220V/6.4A/3 PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E35 PORTABLE TORCH CART & TORCHES EXISTING MACHINE SHOP 55-209 PUROX - - OWNER FURNISHED / OWNER INSTALLED PORTABLE; CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E36 PLASMA CUTTER EXISTING MACHINE SHOP 55-551 HYPERTHERM POWERMAX 65 208/230V (50/42) AMP/SINGLE PHASE OWNER FURNISHED / OWNER INSTALLED PORTABLE; CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E37 PORTABLE WELDER EXISTING MACHINE SHOP 55-10090 MILLER 252 208/230V/(48/42) AMP/SINGLE PHASE OWNER FURNISHED / OWNER INSTALLED PORTABLE; CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E38 PORTABLE WELDER EXISTING MACHINE SHOP 55-586 MILLER - 208V/33A/3 PHASE OWNER FURNISHED / OWNER INSTALLED PORTABLE; CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E39 PORTABLE WELDER EXISTING MACHINE SHOP 55-589 MILLER - 220V/76 AMP/3 PHASE OWNER FURNISHED / OWNER INSTALLED PORTABLE; CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E40 TIRE BALANCER EXISTING REPAIR BAYS 49-10353 HUNTER DSP9200-D 230V/15AMP/SINGLE PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E41 TIRE CHANGER EXISTING REPAIR BAYS 59-2518 COATS 5030A COMPRESSED AIR OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E42 BRAKE DRUM LATHE EXISTING REPAIR BAYS 51-10042 SNAP-ON EEBR312A 115 VOLT / 12 AMP / SINGLE PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E43 DOUBLE PEDESTAL GRINDER EXISTING WELD SHOP 53-117 STANDARD 24FAS 220 VOLT / 5.4 AMP / 3 PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E44 DRILL PRESS EXISTING WELD SHOP 52-870 WALKER TURNER 121614 208-220 VOLT / 2.0-1.0 AMP / 3 PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E45 BAND SAW EXISTING WELD SHOP 51-333 JOHNSON J10 208-230 VOLT / 3/4 HP OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E46 DRILL PRESS EXISTING WELD SHOP 52-341 BUFFALO 22 - OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E47 DUAL BELT SANDER/GRINDER EXISTING WELD SHOP - BURR KING - 230V/10A/SINGLE PHASE/ 1 1/2 HP OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E48 SYNCROWAVE EXISTING WELD SHOP 55-10094 MILLER 250 208/230V / 110/96 AMP / SINGLE PHASE OWNER FURNISHED / OWNER INSTALLED PORTABLE; CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E49 PLASMA CUTTER EXISTING WELD SHOP 55-10127 HYPERTHERM POWERMAX 65 208/230V / 50/42 AMP / SINGLE PHASE OWNER FURNISHED / OWNER INSTALLED PORTABLE; CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E50 PORTABLE WELDER EXISTING WELD SHOP 55-10123 MILLER 252 208/230V / 48/42 AMP / SINGLE PHASE OWNER FURNISHED / OWNER INSTALLED PORTABLE; CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E51 PORTABLE WELDER EXISTING WELD SHOP 55-496 LINCOLN IDEAL ARC 250 208/230V / 73/66 AMP / SINGLE PHASE OWNER FURNISHED / OWNER INSTALLED PORTABLE; CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E52 LATHE EXISTING WELD / FABRICATION SHOP - ROMI - 220V/17.9A/3PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

E53 CAROUSEL BIN EXISTING STORES STOCKROOM - WHITE - - CAROUSEL SHALL BE DISASSEMBLED, RELOCATED, AND
REASSEMBLED UNDER THE SUPERVISION OF THE CAROUSEL
EQUIPMENT MANUFACTURER'S REPRESENTATIVE

CONTRACTOR TO RELOCATED FROM CENTRAL WAREHOUSE

E54 1000 GALLON WASTE OIL TANK EXISTING - - - N/A OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E55 OIL DISPOSAL SYSTEM EXISTING LUBE BAYS - - - N/A OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD

E56 POWER WASHER NEW WASH BAY N/A POWER AMERICA SP-400 N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

E57 PORTABLE WELDING SMOKE EXTRACTOR NEW WELD / FABRICATION SHOP N/A ENVIROFLEX ENVIROMAC SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

E57 PORTABLE WELDING SMOKE EXTRACTOR NEW WELD SHOP N/A ENVIROFLEX ENVIROMAC SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

SPECIALTY EQUIPMENT SCHEDULE

NTS

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 

06.06



SPECIALITY EQUIPMENT SCHEDULE GENERAL NOTES:

1. CONTRACTOR SHALL PERFORM TESTING PRIOR TO RELOCATING
EQUIPMENT NOTED IN SCHEDULE, AND SHALL PERFORM TESTING AFTER
INSTALLATION AS REQUIRED. REFER TO CSI SPEC DIVISION 11 SECTION
110000, "GENERAL REQUIREMENTS FOR RELOCATED EQUIPMENT"
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DT REPAIR FACILITY

HRM 118-0167

ARC-007

EQUIPMENT SCHEDULE

ROCKY HILL

NO. Revision Description Date

TAG

NO. DESCRIPTION

NEW /

EXISTING LOCATION

CT DOT TAG

NO. MANF. MODEL NO. POWER REQUIREMENTS INSTALLED BY REMARKS

L1 FOUR-POST LIGHT DUTY LIFT
(12,000 LB)

EXISTING REPAIR BAYS 59-10044 MOHAWK TR33 208-220 VOLT / 41.2 AMP / 3 PHASE OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD; MANF. TO TEST EQUIPMENT AFTER INSTALLATION

L2 FOUR-POST HEAVY DUTY LIFT
(33,000 LB)

EXISTING REPAIR BAYS - ROTARY SM121 208-230 VOLT / 12.6 AMP OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM WETHERSFIELD; MANF. TO TEST EQUIPMENT AFTER INSTALLATION

L3 32' PARALLELOGRAM LIFT  (65,000
LB)

NEW LUBE BAYS N/A BASIS-OF-DESIGN: ROTARY - SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLANS FOR QUANTITIES

L4 MOBILE 4 POST PEDESTAL LIFT
(72,000 LB)

NEW REPAIR BAYS N/A BASIS-OF-DESIGN: ROTARY MACH 4 SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

L5 TWO-POST HEAVY DUTY LIFT
(15,000 LB)

NEW REPAIR BAYS N/A BASIS-OF-DESIGN: ROTARY SP015/S15i SEE ELEC. DWGS CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

LO1 SINGLE TIER LOCKER (ADA) NEW LOCKER/SHOWER N/A N/A - N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

LO1 SINGLE TIER LOCKER (ADA) NEW MENS ROOM N/A N/A - N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

LO2 SINGLE TIER LOCKER NEW LOCKER/SHOWER N/A N/A - N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

LO2 SINGLE TIER LOCKER NEW MENS ROOM N/A N/A - N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

S1 PALLET RACK SHELVING NEW STORES STOCKROOM N/A BASIS-OF-DESIGN: GRAINGER
ITEM NO. 41D996

HUSKY
#184809643120DS

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED ADJUSTABLE SHELVES, SEE PLANS FOR QUANTITIES

S1 PALLET RACK SHELVING NEW TOOL CRIB N/A BASIS-OF-DESIGN: GRAINGER
ITEM NO. 41D996

HUSKY
#184809643120DS

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED ADJUSTABLE SHELVES, SEE PLANS FOR QUANTITIES

S1 PALLET RACK SHELVING NEW TOOL CRIB WITH NO
CHARGE AREA

N/A BASIS-OF-DESIGN: GRAINGER
ITEM NO. 41D996

HUSKY
#184809643120DS

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED ADJUSTABLE SHELVES, SEE PLANS FOR QUANTITIES

S3 BOLTLESS METAL SHELVING NEW STORES STOCKROOM N/A BASIS-OF-DESIGN: GRAINGER
ITEM NO. 1PWX5

EDSAL
#HCU-963696

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

S4 TIRE RACK SHELVING NEW STORES STOCKROOM N/A BASIS-OF-DESIGN: GLOBAL
INDUSTRIAL TRUCK TIRE RACK

- N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

S5 BIN STORAGE SHELVING NEW STORES STOCKROOM N/A BASIS-OF-DESIGN: GRAINGER
ITEM NO. 7D417

EDSAL #2960 N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

S6 INCLINED STARTED CANTILEVER
RACK

EXISTING MACHINE SHOP N/A BASIS-OF-DESIGN: GRAINGER
ITEM NO. 4UK77

JARKE #24102004 N/A OWNER FURNISHED / CONTRACTOR INSTALLED CONTRACTOR TO RELOCATED FROM PORTLAND MACHINE SHOP

S6 INCLINED STARTED CANTILEVER
RACK

NEW STORES STOCKROOM N/A BASIS-OF-DESIGN: GRAINGER
ITEM NO. 4UK77

JARKE #24102004 N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

S7 STORAGE CABINET NEW STORES STOCKROOM N/A BASIS-OF-DESIGN: GRAINGER
ITEM NO. 1UBT6

TENNSCO
#30161801

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

S8 FLAMMABLE STORAGE CABINET NEW PAINT MIX ROOM N/A JUSTRITE # 894510 N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

SPECIALTY EQUIPMENT SCHEDULE

WB1 HEAVY DUTY WORKBENCH CABINET NEW AERIAL BUCKET BAYS N/A BASIS-OF-DESIGN: ROUSSEAU 60"W x 30"D x
34"H

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

WB1 HEAVY DUTY WORKBENCH CABINET NEW EQUIPMENT INSPECTION /
CNG INSPECTION

N/A BASIS-OF-DESIGN: ROUSSEAU 60"W x 30"D x
34"H

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

WB1 HEAVY DUTY WORKBENCH CABINET NEW LUBE BAYS N/A BASIS-OF-DESIGN: ROUSSEAU 60"W x 30"D x
34"H

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

WB1 HEAVY DUTY WORKBENCH CABINET NEW MACHINE SHOP N/A BASIS-OF-DESIGN: ROUSSEAU 60"W x 30"D x
34"H

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

WB1 HEAVY DUTY WORKBENCH CABINET NEW PAINT MIX ROOM N/A BASIS-OF-DESIGN: ROUSSEAU 60"W x 30"D x
34"H

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED

WB1 HEAVY DUTY WORKBENCH CABINET NEW REPAIR BAYS N/A BASIS-OF-DESIGN: ROUSSEAU 60"W x 30"D x
34"H

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

WB1 HEAVY DUTY WORKBENCH CABINET NEW WELD / FABRICATION SHOP N/A BASIS-OF-DESIGN: ROUSSEAU 60"W x 30"D x
34"H

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

WB1 HEAVY DUTY WORKBENCH CABINET NEW WELD SHOP N/A BASIS-OF-DESIGN: ROUSSEAU 60"W x 30"D x
34"H

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

WB2 HEAVY DUTY WORKBENCH CABINET
(LARGE)

NEW STORES STOCKROOM N/A BASIS-OF-DESIGN: ROUSSEAU 144"W x 48"D x
34"H

N/A CONTRACTOR FURNISHED / CONTRACTOR INSTALLED SEE PLAN FOR QUANTITIES

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 
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ARC-103

FLOOR PLAN PART 'C'

ROCKY HILL

SCALE:  1/8" = 1'-0"
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GENERAL NOTES:

1. REFER TO SHEET ENV-001 FOR UNDERSLAB VENTING SYSTEM.

2. REFER TO SHEET ARC-004 FOR WALL TYPES

3. REFER TO SHEET ARC-006 & ARC-007 FOR EQUIPMENT SCHEDULE.

4. ALL MANUAL SWINGING FRONT APPROACH DOORS SHALL HAVE THE

FOLLOWING MANEUVERING CLEARANCES (REFER TO ICC/ANSI A117.1 &

THE 2005 CONNECTICUT SUPPLEMENT):

A. PULL SIDE = 24"

B. PUSH SIDE = 12" BEYOND LATCH IF CLOSER AND LATCH ARE

    PROVIDED

06.11

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 
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FLOOR PLAN PART 'D'

ROCKY HILL

SCALE:  1/8" = 1'-0"
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GENERAL NOTES:

1. REFER TO SHEET ENV-001 FOR UNDERSLAB VENTING SYSTEM.

2. REFER TO SHEET ARC-004 FOR WALL TYPES

3. REFER TO SHEET ARC-006 & ARC-007 FOR EQUIPMENT SCHEDULE.

4. ALL MANUAL SWINGING FRONT APPROACH DOORS SHALL HAVE THE

FOLLOWING MANEUVERING CLEARANCES (REFER TO ICC/ANSI A117.1 &

THE 2005 CONNECTICUT SUPPLEMENT):

A. PULL SIDE = 24"

B. PUSH SIDE = 12" BEYOND LATCH IF CLOSER AND LATCH ARE

    PROVIDED

06.12

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 
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FLOOR PLAN PART 'E'
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SCALE:  1/8" = 1'-0"
2
FLOOR PLAN PART 'E' - EQUIPMENT PLATFORM

GENERAL NOTES:

1. REFER TO SHEET ENV-001 FOR UNDERSLAB VENTING SYSTEM.

2. REFER TO SHEET ARC-004 FOR WALL TYPES

3. REFER TO SHEET ARC-006 & ARC-007 FOR EQUIPMENT SCHEDULE.

4. ALL MANUAL SWINGING FRONT APPROACH DOORS SHALL HAVE THE

FOLLOWING MANEUVERING CLEARANCES (REFER TO ICC/ANSI A117.1 &

THE 2005 CONNECTICUT SUPPLEMENT):

A. PULL SIDE = 24"

B. PUSH SIDE = 12" BEYOND LATCH IF CLOSER AND LATCH ARE

    PROVIDED
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FLOOR PLAN PART 'F'
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GENERAL NOTES:

1. REFER TO SHEET ENV-001 FOR UNDERSLAB VENTING SYSTEM.

2. REFER TO SHEET ARC-004 FOR WALL TYPES

3. REFER TO SHEET ARC-006 & ARC-007 FOR EQUIPMENT SCHEDULE.

4. ALL MANUAL SWINGING FRONT APPROACH DOORS SHALL HAVE THE

FOLLOWING MANEUVERING CLEARANCES (REFER TO ICC/ANSI A117.1 &

THE 2005 CONNECTICUT SUPPLEMENT):

A. PULL SIDE = 24"

B. PUSH SIDE = 12" BEYOND LATCH IF CLOSER AND LATCH ARE

    PROVIDED
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PART 'G' - PAINT BAY PLATFORM

GENERAL NOTES:

1. REFER TO SHEET ENV-001 FOR UNDERSLAB VENTING SYSTEM.

2. REFER TO SHEET ARC-004 FOR WALL TYPES

3. REFER TO SHEET ARC-006 & ARC-007 FOR EQUIPMENT SCHEDULE.
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FOLLOWING MANEUVERING CLEARANCES (REFER TO ICC/ANSI A117.1 &

THE 2005 CONNECTICUT SUPPLEMENT):

A. PULL SIDE = 24"
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RIDGE DETAIL

GENERAL NOTES:

1. REFER TO DWG ARC-101 FOR FLOOR PLAN
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GENERAL NOTES:
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ROOF - CURB DETAIL (AT FLAT ROOF)

SCALE:  3" = 1'-0"
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PIPE PENETRATION DETAIL (AT FLAT ROOF)
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3/4" EXTERIOR PLYWOOD

ALUM. SERRATED RUNG
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TAPERED
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FULLY ADHERED PVC
MEMBRANE ROOFING SYSTEM
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ARC-352

3

ARC-115
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WIND TURBINE, SEE DWG
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JUNCTION BOX BELOW ROOF
FOR FUTURE UPGRADE, SEE
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ARC-113
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PT WOOD NAILER SECURELY
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CRICKET CRICKET

CRICKET, TYP.
AT ALL CURBS

CRICKET

4'x4'
SKYLIGHT, TYP.
OF (6)

4'x4' SKYLIGHT,
TYP. OF (3)

EXHAUST FAN,
SEE MECH
DWGS

EXHAUST
FAN, SEE
MECH DWGS

TAPERED
INSULATION

TAPERED
INSULATION
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FULLY ADHERED PVC
MEMBRANE ROOFING

SYSTEM
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MEMBRANE ROOFING
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DOWN SPOUT
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ENV-001. PROVIDE ELEC
JUNCTION BOX BELOW ROOF
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EXPANSION JOINT SEALER
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DOME

RMS-2
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TURBINE, SEE DWG ENV-001.
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EXHAUST/INTAKE BY PAINT
BOOTH MANUFACTURER,
CONTRACTOR TO SUPPLY
CURB AS REQUIRED
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TO MEP DRAWINGS
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SEALANT

STAINLESS STEEL
HOSE CLAMP

PIPE BOOT

FASTEN ONTO MTL
HOOD & SEALED WITH
URETHANE SEALANT
UNDER & ABOVE
BOOTS PERIMETER
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ROOF FASTENER AS
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DECK.
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ALIGN
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B.8

SOLARTUBE TYP. OF (3)

SOLARTUBE
TYP. OF (2)

ELECTRICAL

ROOM
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SHEET ---

STEEL TRUSSES
ABOVE, SEE STRUCT.
DWGS.

14.1

B.1

1.1
9' - 0"

2.1
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D

ARC-121

C

ARC-121

B

ARC-121

C

ARC-121

WIRE HANGER,
ATTACHED TO
STRUCTURE
ABOVE

SUSPENDED
ACOUSTIC
CEILING TILE

SEE RCP

FOR ELEV.

SEE RCP

FOR ELEV.

3 5/8" MTL STUD KICKER

3 5/8" MTL STUDS @ 16" O.C.

GWB WALL (HIGH), SEE
PLAN FOR PARTITION TYPE

6" LGMF BOX BEAM

CORNER BEAD TYP.

(1) LAYER AT IMPACT
RESISTANT 5/8" GWB

BACKER ROD & SEALANT

CMU WALL, SEE PLAN FOR TYPE

6
" 

M
IN

.

SEE RCP

FOR ELEV.

SUSPENDED
ACT

CORNER
BEAD, TYP. 5/8" GWB

SUSPENDED
TRACK & WIRE

2 1/2" MTL
STUDS

SEE RCP

1' X 4' LIGHT FIXTURE,
PENDANT MOUNT

2'  X 2' LIGHT FIXTURE

EXPOSED CEILING

CEILING TYPE LEGEND:

GYPSUM BOARD CEILING

ACOUSTICAL
CEILING TILE

RECESSED CAN
LIGHT FIXTURE

OPEN
1.1

CEILING TYPE TAG

1.1 ACOUSTICAL CEILING TILE SYSTEM, 2' x 2' TILE WITH SCORE PATTERN

1.2 ACOUSTICAL CEILING TILE SYSTEM, 2' x 2' TILE WITH SCORE PATTERN,
MOISTURE RESISTANT.

2.1 5/8" GYPSUM WALL BOARD OVER 3 5/8" METAL STUDS, PAINTED

3.1 EXPOSED - PAINT ALL EXPOSED TO VIEW SURFACES INCLUDING, BUT
NOT LIMITED TO; TRUSSES, PIPING, AND ALL OTHER NON-PREFINISHED
ITEMS (IE. CONDUIT, HANGERS, ECT.)  REFER TO DWG ARC-005,
GENERAL NOTE 1 FOR MORE INFORMATION.

REFLECTED CEILING PLAN LEGEND:

8'-6" A.F.F

CEILING TYPE
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RETURN  REGISTER, 24" x 24"
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EXPANSION JOINT
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SYSTEM

MTL STUD
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GENERAL NOTES:

1. REFER TO SHEET ENV-001 FOR UNDERSLAB VENTING SYSTEM.

2. REFER TO SHEET ARC-006 & ARC-007 FOR EQUIPMENT SCHEDULE.

3. REFER TO SHEET ARC-161 FOR EQUIPMENT SCHEDULES.

SCALE:  1/4" = 1'-0"
7

INT. ELEV. - WOMENS ROOM 12 (WEST)

SCALE:  1/4" = 1'-0"
5

INT. ELEV. - MENS ROOM (NORTH)
SCALE:  1/4" = 1'-0"

4
INT. ELEV.- MENS ROOM 12 (SOUTH)

SCALE:  1/4" = 1'-0"
2

INT. ELEV. - MENS ROOM 12 (NORTH)
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R
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GUARD/HAND RAIL

9' - 0"
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.

E
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.

E
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PTD MTL OPEN GRATING
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PTD. STL STRINGER.
SEE STRUCT, DWGS

PTD 1 1/2" DIA. NOM. STL
REMOVABLE STANCHION

CONTINUOUS PTD 1/2" NOM. DIA.
STL PIPE RAILING EQUALLY
SPACED - TYP.

PTD 1" NOM. CONTINUOUS STL
PIPE HANDRAIL - GRIND WELD
SMOOTH, TYP.

CONTINUOUS PTD 1-1/2"
NOM. DIA. STL PIPE
GUARDRAIL, TYP.

3
' 
- 
6
"

150' - 9"

STAIR LANDING LEVEL

PTD 2" DIA. STL PIPE SLEEVE,
WELDED TO CHANNEL.
(AT REMOVABLE RAILING, DRILL
HOLE THROUGH SLEEVE AND
STANCHION FOR HAIRPIN CLIP)

M
IN
.

4
"

PTD STL RUNG

PTD STL WALL
BRACKET

PTD STL CHANNEL
SIDE RAILS

CMU WALL, SEE PLAN
FOR TYPE

EXPANSION BOLT

15" MIN. CLR
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"
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"

7" MIN.

PTD STL RUNG

PTD STL WALL
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PTD STL SIDE
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FOR TYPE
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EXPANSION BOLT

1
' 
- 
0
" 
M
A
X
.

SCALE

CHECKED BY:

PROJECT TITLEDESIGNER/DRAFTER PROJECT NO.

DRAWING NO.

SHEET NO.

TOWN

DRAWING TITLE

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

File Name:Plotted:

STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

As indicated
C:\Users\HMarshall\Documents\ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall.rvt10/21/2014 3:18:00 PM

DGT REPAIR FACILITY

HRM 118-0167

ARC-402

ENLARGED STAIR

ROCKY HILL

SCALE:  1/4" = 1'-0"
2

ENLARGED STAIR ELEVATION
SCALE:  1/4" = 1'-0"

3
ENLARGED STAIR SECTION

SCALE:  1/4" = 1'-0"
1

ENLARGED STAIR PLAN

SCALE:  1 1/2" = 1'-0"
4

GUARD / HAND RAIL DETAIL
SCALE:  3" = 1'-0"

5
ACCESS LADDER PLAN DETAIL (INTERIOR)
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.F
.F
.
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- 
8
"

ELEC/DATA OUTLETS,
SEE ELEC DWGS

V.I.F.

8' - 0"

TACKBOARD

EXPOSED STL COLUMN,
SEE STRUCT DWGS

WALL BASE
AS SCHEDULED

ELEC/DATA OUTLETS,
SEE ELEC DWGS

CJ

WALL BASE
AS SCHEDULED

ELEC/DATA OUTLETS,
SEE ELEC DWGS
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ELEC/DATA OUTLETS,
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V.I.F.
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WALL BASE
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SEE ELEC DWGS

ARC-801
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SIM.
VENDING MACHINES, NIC.
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"
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"

1
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7
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6

ARC-801

6

ARC-801 SIM.

       .

COUNTERTOP & BACKSPLASH BETWEEN SINK AND BASE CABINET SHALL
BE FABRICATED AS SEPERATE UNITS, PROVIDE FINISHED EDGES. SINK
SHALL BE ADJUSTABLE FOR FUTURE ADA MODIFICATIONS.
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SCALE:  1/4" = 1'-0"
4

EQUIP. GENERAL SUPERVISOR 14 (EAST)
SCALE:  1/4" = 1'-0"

3
EQUIP. GENERAL SUPERVISOR 14 (SOUTH)

SCALE:  1/4" = 1'-0"
2

EQUIP. GENERAL SUPERVISOR 14 (WEST)
SCALE:  1/4" = 1'-0"

1
EQUIP. GENERAL SUPERVISOR 14 (NORTH)

SCALE:  1/4" = 1'-0"
8

BREAK ROOM 07 (EAST)
SCALE:  1/4" = 1'-0"

7
BREAK ROOM 07 (SOUTH)

SCALE:  1/4" = 1'-0"
6

BREAKROOM 07 (WEST)
SCALE:  1/4" = 1'-0"

5
BREAK ROOM 07 (NORTH)

SCALE:  1/4" = 1'-0"
12

MACHINE SHOP CREW LEADER 04 (EAST)
SCALE:  1/4" = 1'-0"

11
MACHINE SHOP CREW LEADER 04 (SOUTH)

SCALE:  1/4" = 1'-0"
10

MACHINE SHOP CREW LEADER 04 (WEST)
SCALE:  1/4" = 1'-0"

9
MACHINE SHOP CREW LEADER 04 (NORTH)

SCALE:  1/4" = 1'-0"
16

CONFERENCE ROOM 05 (EAST)
SCALE:  1/4" = 1'-0"

15
CONFERENCE ROOM 05 (SOUTH)

SCALE:  1/4" = 1'-0"
14

CONFERENCE ROOM 05 (WEST)
SCALE:  1/4" = 1'-0"

13
CONFERENCE ROOM 05 (NORTH)
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SCALE:  1/4" = 1'-0"
1

MEDIA STORAGE RM 18 (EAST)
SCALE:  1/4" = 1'-0"

2
MEDIA STORAGE RM 18 (SOUTH)

SCALE:  1/4" = 1'-0"
3

MEDIA STORAGE RM 18 (WEST)
SCALE:  1/4" = 1'-0"

4
MEDIA STORAGE RM 18 (NORTH)

SCALE:  1/4" = 1'-0"
5

EQUIP INSPECTION RM 17 (EAST)
SCALE:  1/4" = 1'-0"

6
EQUIP INSPECTION 17 (SOUTH)

SCALE:  1/4" = 1'-0"
7

EQUIP INSPECTION 17 (WEST)
SCALE:  1/4" = 1'-0"

8
EQUIP INSPECTION  17 (NORTH)

SCALE:  1/4" = 1'-0"
9

REPAIR CREW LEADER 16 (EAST)
SCALE:  1/4" = 1'-0"

10
REPAIR CREW LEADER 16 (SOUTH)

SCALE:  1/4" = 1'-0"
11

REPAIR CREW LEADER 16 (WEST)
SCALE:  1/4" = 1'-0"

12
REPAIR CREW LEADER 16 (NORTH)

SCALE:  1/4" = 1'-0"
13

GARAGE SUPERVISOR 15 (EAST)
SCALE:  1/4" = 1'-0"

14
GARAGE SPVR  15 (SOUTH)

SCALE:  1/4" = 1'-0"
15

GARAGE SPVR 15 (WEST)
SCALE:  1/4" = 1'-0"

16
GARAGE SUPERVISOR 15 (NORTH)
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WALL BASE AS SCHEDULED

ELEC/DATA
OUTLETS, SEE
ELEC DWGS

A
.F
.F
.

3
' 
- 
4
"

WALL BASE AS SCHEDULED

FIXED
WINDOW

W2

ELEC/DATA
OUTLETS,
SEE ELEC
DWGS

CJ

WALL BASE
AS SCHEDULED

CJ
EXPOSED STL COLUMN,
SEE STRUCT DWGS

WALL BASE
AS SCHEDULED

V.I.F.

8' - 0"

A
.F

.F
.

2
' -

 8
"

ELEC/DATA
OUTLET, SEE
ELEC DWGS

TACKBOARD

WALL BASE AS SCHEDULED

A
.F
.F
.

2
' 
- 
0
"

ALUM. WINDOW
SYSTEM

W1

CJ

A
.F
.F
.

2
' 
- 
8
"

WALL BASE
AS SCHEDULED

V.I.F.

8' - 0"

ELEC/DATA OUTLETS,
SEE ELEC DWGS

TACKBOARD

WALL BASE
AS SCHEDULED

A
.F
.F
.

2
' 
- 
8
"

V.I.F.

8' - 0"

ELEC/DATA OUTLETS,
SEE ELEC DWGS

TACKBOARD

CJ

A
.F
.F
.

3
' 
- 
4
"

WALL BASE
AS SCHEDULED

SLIDING WINDOW

W3ELEC/DATA
OUTLETS,
SEE ELEC
DWGS

CJ

WALL BASE
AS SCHEDULED

SLIDING
WINDOW

W3

ELEC/DATA
OUTLETS, SEE
ELEC DWGS

HIGH PRESSURE PLAM
COUNTERTOP WITH
4" BACKPLASH

NOTE: PROVIDE MIN.
OF  (2) GROMMETS IN
COUNTERTOP

CJ

WALL MTD COUNTERTOP
BRACKET, PROVIDE MIN.
OF (5)

A
.F
.F
.

2
' 
- 
6
"

4
"

4

ARC-801SIM.

WALL BASE
AS SCHEDULED

ELEC/DATA OUTLETS,
SEE ELEC DWGS

V.I.F.

8' - 0"

A
.F

.F
.

2
' -

 8
"

ARC-801

4

SIM./OPP.

A
.F

.F

2
' -

 6
"

TACKBOARD TACKBOARD

WALL BASE
AS SCHEDULED

A
.F
.F
.

2
' 
- 
8
"

A
.F
.F
.

3
' 
- 
4
"

FIXED
WINDOW

FIXED
WINDOW

W2W2

V.I.F.

8' - 0"CJ CJ

ELEC/DATA OUTLETS,
SEE ELEC. DWGS

ARC-801

4

SIM.

WALL BASE
AS SCHEDULED

CJ

EXPOSED STL
COLUMN, SEE
STRUCT. DWGS

SCALE

CHECKED BY:

PROJECT TITLEDESIGNER/DRAFTER PROJECT NO.

DRAWING NO.

SHEET NO.

TOWN

DRAWING TITLE

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

File Name:Plotted:

STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

 1/4" = 1'-0"
C:\Users\HMarshall\Documents\ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall.rvt10/21/2014 3:18:17 PM

DGT REPAIR FACILITY

HRM 118-0167

ARC-405

INTERIOR ELEVATIONS

ROCKY HILL

SCALE:  1/4" = 1'-0"
1

STOCK ROOM SPVR 21 (WEST)
SCALE:  1/4" = 1'-0"

2
STOCK ROOM SPVR 21 (NORTH)

SCALE:  1/4" = 1'-0"
3

STOCK ROOM SPVR 21 (EAST)
SCALE:  1/4" = 1'-0"

4
STOCK ROOM SPVR 21(SOUTH)

SCALE:  1/4" = 1'-0"
5

MACHINE SHOP SUPER 03 (WEST)
SCALE:  1/4" = 1'-0"

6
MACHINE SHOP SPVR 03 (NORTH)

SCALE:  1/4" = 1'-0"
7

MACHINE SHOP SPVR 03 (EAST)
SCALE:  1/4" = 1'-0"

8
MACHINE SHOP SPVR 03 (SOUTH)

SCALE:  1/4" = 1'-0"
10

MATL. MANAGEMENT 20 (EAST)
SCALE:  1/4" = 1'-0"

11
MATL. MANAGEMENT 20 (SOUTH)

SCALE:  1/4" = 1'-0"
9

MATL. MANAGEMENT 20 (NORTH)
SCALE:  1/4" = 1'-0"

12
MATL. MANAGEMENT 20 (WEST)
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STEEL MESH, TYP.

2" DIA. GALV.
STEEL RAIL, TYP.

EDGE OF
FINISHED WALL

7' - 2"

STEEL COLUMN,
SEE STRUCT.
DWGS.

CONTRACTOR SHALL FIELD VERIFY
LOCATION OF COLUMN AND PROVIDE
GAL. STEEL MESH, STEEL POST AS
REQUIRED AROUND COLUMN

GALV. STEEL
DOOR HINGEEDGE OF

FINISHED
WALL

2" DIA. GALV. STEEL BOTTOM RAILFINISH SLABSTEEL BEAM, SEE STRUCT. DWGS

MTL
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SEE PLAN

4
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CONTRACTOR SHALL FIELD
VERIFY LOCATION OF BEAM
& COLUMNS AND PROVIDE
GAL. STEEL MESH, STEEL
POST AS REQUIRED AROUND
BEAM

EDGE OF FINISHED WALL

FINISH SLAB

BEAM

STEEL BEAM, SEE STRUCT.
DWGS

9 GAUGE GALV. STEEL
MESH, TYP.

STEEL COLUMN & BEAM, SEE STRUCT. DWGS.

CONTRACTOR SHALL FIELD VERIFY LOCATION OF COLUMN AND PROVIDE GAL.
STEEL MESH, STEEL POST AS REQUIRED AROUND COLUMN

4' - 6 1/4"7' - 0"
2' - 5 1/4"

13' - 11 1/2"

7
' 
- 
8
"

2
1
' 
- 
1
0
 1
/2
"

3
' 
- 
1
0
"

3
' 
- 
1
0
"

E
Q

E
Q

E
Q

E
Q

EDGE OF
FINISHED WALL

9 GAUGE GALV. STEEL
MESH, TYP

2" DIA. GALV. STEEL
BOTTOM RAIL

FINISH SLAB

GALV. STEEL DOOR
HINGE

2" DIA. GALV. STEEL
RAIL

45°

E
Q

E
Q

7
' 
- 
8
" 3
' 
- 
1
0
"

3
' 
- 
1
0
"

1
3
' 
- 
0
"

8' - 6"

EDGE OF
FINISHED WALL

9 GAUGE GALV. STEEL
MESH, TYP

2" DIA. GALV. STEEL
BOTTOM RAIL

CONTRACTOR SHALL FIELD
VERIFY LOCATION OF
BRACING AND PROVIDE
GAL. STEEL MESH, STEEL
POST AS REQUIRED
AROUND BRACING

FINISH SLAB

STEEL BRACING, SEE
STRUC. DWGS

GALV. STEEL DOOR
HINGE

2" DIA. GALV. STEEL
RAIL

7' - 2" EQ.EQ.

EDGE OF
FINISHED WALL

9 GAUGE GALV. STEEL
MESH, TYP

2" DIA. GALV. STEEL
RAIL, TYP

1
3
' 
- 
0
"

7
' 
- 
8
"3
' 
- 
9
"

E
Q

E
Q

5' - 3"

CONTRACTOR SHALL
FIELD VERIFY LOCATION
OF BEAM AND PROVIDE
GAL. STEEL MESH, STEEL
POST AS REQUIRED
AROUND BEAM

FINISH SLAB

BEAM, SEE STRUC.
DWGS 45°

EQEQEQEQEQEQEQEQEQEQEQEQ

45' - 0"

8
' 
- 
0
"

E
Q

E
Q

9 GAUGE GALV.
STEEL MESH, TYP

2" DIA. GALV.
STEEL RAIL, TYP

FINISH SLAB

CAROUSEL EQUIPMENT BEYOND

8
' 
- 
0
"

E
Q

E
Q

EDGE OF
FINISHED WALL

9 GAUGE GALV. STEEL
MESH, TYP

2" DIA. GALV. STEEL
BOTTOM RAIL

FINISH SLAB

GALV. STEEL DOOR
HINGE

2" DIA. GALV. STEEL
RAIL

3' - 7"

8 1/2"

EQ

8
' 
- 
0
"

E
Q

E
Q

9 GAUGE GALV.
STEEL MESH, TYP

2" DIA. GALV.
STEEL RAIL, TYP

FINISH SLAB

EDGE OF FINISHED
WALL
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DT REPAIR FACILITY

HRM 118-0167

ARC-406
INTERIOR ELEVATIONS

(WIREMESH ENCLOSURES)

ROCKY HILL

NO. Revision Description Date

SCALE:  1/4" = 1'-0"
6

ELEVATION AT TOOL CRIB 27
SCALE:  1/4" = 1'-0"

7
SECTION AT WIRE MESH

SCALE:  1/4" = 1'-0"
8

ELEVATION AT TOOL CRIB 29
SCALE:  1/4" = 1'-0"

9
ELEVATION AT TOOL CRIB 29

SCALE:  1/4" = 1'-0"
4

ELEVATION AT STORAGE CRIBS, TYP.
SCALE:  1/4" = 1'-0"

5
ELEVATION AT STORAGE CRIBS, TYP

SCALE:  1/4" = 1'-0"
1

ELEVATION (STORES STOCKROOM 22)
SCALE:  1/4" = 1'-0"

2
ELEVATION (STORES STOCKROOM 22)

SCALE:  1/4" = 1'-0"
3

ELEVATION (STORES STOCKROOM 22)

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 

06.41



14.614.5

J.9

STL COLUMNS
SEE STRUCT.
DWGS

OVERLAP AIR/VAPOR BARRIER
ONTO BELLOW

ELASTOMERIC
EXPANSION
BELLOW

EXPANSION JOINT & MTL COVER

BULLNOSE
AT EXPOSED
CORNERS

6" CMU, LAST
COURSE  AT
8'-0" A.F.F.

EXPANSION JOINT & MTL COVER

BACKER ROD
& SEALANT

4' - 0"

1' - 3" 1' - 6" 1' - 3 1/4"

3
' 
- 
4
"

2
' 
- 
2
"

T
Y
P
E
 (
M
V
-1
)

E
X
T
. 
W
A
L
L

9

J.9
STL. COLUMN, SEE
STRUCT. DWGS

CAST-IN-PLACE
CONC. AT
COLUMN, TOP OF
PIER AT 8'-0"
A.F.F.

MIN.
4"

8
"

1' - 8"

CONTROL JOINT, BACKER ROD
& SEALANT, TYP AT COLUMNS

1
' 
- 
8
 1
/2
" R

 1
0
"

T
Y
P
E
 (
M
V
-1
)

E
X
T
. 
W
A
L
L

2
' 
- 
1
0
 1
/2
"

EQ EQ

3

D.6

STL COLUMN,
SEE STRUCT.
SWGS

CAST-IN-PLACE
CONC. AT
COLUMN, TOP OF
PIER AT 8'-0"
A.F.F.

1' - 8"

EQ. EQ.

R
 1
0
"

1
' 
- 
1
0
 1
/2
"

1
' 
- 
2
 1
/2
"

8
"

MIN.
4"

T
Y
P
E
 (
M
V
-1
)

E
X
T
. 
W
A
L
L

CONTROL JOINT. BACKER ROD
& SEALANT, TYP. AT COLUMNS

'X'

   'X'

4

G.9

STL COLUMN SEE STRUCT. DWGS

6" CMU, LAST
COURSE AT 8'-0"
A.F.F

MASONRY ANCHORS, TYP.

BULLNOSE AT
EXPOSED CORNERS

1' - 10"

1' - 2"

2
' 
- 
3
 3
/4
"

1
' 
- 
0
 3
/4
"

1
' 
- 
2
 3
/4
"

TYPE (MV-1)

EXT. WALL

CMU WALL, SEE PLAN FOR TYPE

BACKER ROD &
SEALANT

4

I.5

STL. COLUMN SEE
STRUCT.  DWGS

6" CMU, LAST COURSE
AT 8'-0" A.F.F.

5
' 
- 
6
 1
/2
"

2
' 
- 
1
 1
/2
"

3
' 
- 
5
"

BULLNOSE AT
EXPOSED CORNERS

BACKER ROD &
SEALANT

OVERHEAD DOOR
& FRAME, SEE
DOOR DETAILS

MASONRY ANCHORS, TYP.

MASONRY TIES, TYP.

V.I.F.

6 1/4"

CONTROL JOINT.
BACKER ROD &
SEALANT, TYP. AT
COLUMNS

TYPE (MV-1)

EXT. WALL

BOLLARDS AT OVERHEAD
DOOR OPENINGS, SEE
CIVIL DWGS

4

K

STL. COLUMN,
SEE STRUCT.
DWGSR

 4"

1' - 6"

4"

1
' 
- 
6
"

4
"

CAST-IN-
PLACE CONC.
AT COLUMN,
TOP OF PIER
AT 8'-0" A.F.F.

TYPE (MV-1)

EXT. WALL

MASONRY
ANCHOR, TYP.

MASONRY
TIE

NOTE: PROVIDE EXTERIOR CONTROL JOINTS AT 4'-0"
FROM OUTSIDE CORNER, TYP.  SEE EXT. ELEVS.

14.7

E

STL. COLUMN, SEE
STRUCT. DWGS

1
' 
- 
9
"

M
IN
.

4
"

CAST-IN-PLACE CONC.
AT COLUMN, TOP OF
PIER AT 8'-0" A.F.F.

CMU WALL, SEE
PLAN FOR TYPE

E
Q

E
Q

2' - 7 3/4"

1' - 8 1/2"

8"

R 11"

14.614.5

G.1

STL.
COLUMNS,
SEE STRUC.

DWGS

BULLNOSE
CORNERS AT
EXPOSED
CORNERS

EXPANSION JOINT &
MTL COVER

CMU WALL, SEE PLAN
FOR TYPES

4' - 0"

1' - 3" 1' - 6" 1' - 3"

3
' 
- 
4
"

2
' 
- 
2
"

MASONRY
TIES, TYP

EXPANSION JOINT
& MTL COVER

6" CMU, LAST COURSE AT 8'-0" A.F.F.

BACKER ROD & SEALANT

BACKER
ROD &
SEALANT

21

H

STL COLUMN
SEE STRUCT.
DWGS

CAST-IN-PLACE
CONC. AT
COLUMN, TOP
OF PIER AT 8'-
0" A.F.F.

TYPE (MV-1)

EXT. WALL1' - 6"

8"

4
"

MIN.
4"

R 4"

1
0
 3
/4
"

CMU WALL, SEE PLAN
FOR TYPE
BACKER ROD & SEALANT

CONTROL JOINT. BACKER
ROD & SEALANT, TYP. AT
COLUMN

4

G

STL COLUMN SEE STRUCT. DWGS

OVERHEAD DOOR & FRAME,
SEE DOOR DETAILS

6" CMU, LAST COURSE
AT 8'-0" A.F.F

BULLNOSE AT
EXPOSED CORNERS

BACKER ROD &
SEALANT

MASONRY
ANCHORS, TYP.

TYPE (MV-1)

EXT. WALL

V.I.F.

6 1/4"

T
Y
P
E
 (
M
V
-1
)

E
X
T
. 
W
A
L
L

MASONRY TIES, TYP.

BACKER ROD
& SEALANT

1
' 
- 
4
"

17.9

D

STL. COLUMN,
SEE STRUCT.
DWGS

CAST-IN-PLACE CONC.
AT COLUMN, TOP OF
PIER AT 8'-0" A.F.F.

1
' 
- 
9
" M
IN
.

4
"

CMU WALL, SEE
PLAN WALL TYPE

BACKER ROD &
SEALANT, TYP.

E
Q

E
Q

1" 8"8"

R 
11
"

MASONRY
ANCHORS, TYP.

21

D

TYPE (MV-1)

EXT WALLV.I.F.
6 1/4"

1
' 
- 
7
 1
/4
"

OVERHEAD DOOR &
FRAME, SEE DOOR
DETAILS

BACKER ROD &
SEALANT

BULLNOSE AT
EXPOSED CORNERS

6" CMU, LAST
COURSE AT 8'-0"
A.F.F.

MASONRY
ANCHOR, TYP.

STL COLUMN, SEE
STRUCT. DWGS

BACKER ROD & SEALANT

MASONRY TIE, TYP.

20

D.8

CMU WALL, SEE PLAN
FOR TYPE

BACKER ROD &
SEALANT, TYP.

STL COLUMN, SEE
STRUCT. DWGS

3
 1
/2
"

MASONRY
ANCHOR, TYP.

 'X'

STL COLUMN,
SEE STRUCT. DWGS.

BACKER ROD
& SEALANT, TYP.

CMU WALL, SEE
PLAN FOR TYPE

MASONRY
ANCHOR, TYP.
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DGT REPAIR FACILITY

HRM 118-0167

ARC-501

PLAN DETAILS

ROCKY HILL

NO. Revision Description Date

SCALE:  1" = 1'-0"
10

PLAN DETAIL

SCALE:  1" = 1'-0"
3

PLAN DETAIL

SCALE:  1" = 1'-0"
5

PLAN DETAIL

SCALE:  1" = 1'-0"
2

PLAN DETAIL

SCALE:  1" = 1'-0"
4

PLAN DETAIL

SCALE:  1" = 1'-0"
1

PLAN DETAIL

SCALE:  1" = 1'-0"
9

PLAN DETAIL
SCALE:  1" = 1'-0"

12
PLAN DETAIL

SCALE:  1" = 1'-0"
7

PLAN DETAIL

SCALE:  1" = 1'-0"
6

PLAN DETAIL

SCALE:  1" = 1'-0"
8

PLAN DETAIL

SCALE:  1" = 1'-0"
13

PLAN DETAIL

SCALE:  1" = 1'-0"
14

PLAN DETAIL
SCALE:  1" = 1'-0"

11
PLAN DETAIL

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 
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D

13.6

1
' 
- 
4
 1
/4
"

EQEQ

2
' 
- 
0
"

2' - 0"

BULLNOSE CORNERS
AT EXPOSED CORNERS

MASONRY TIE, TYP.

6" CMU

BACKER ROD & SEALANT,
TYP.

CMU WALL, SEE
PLAN FOR TYPE

STL COLUMN,
SEE STRUCT DWGS.

MASONRY ANCHOR, TYP.

13

D.9

2' - 8"

EQ EQ

BULLNOSE
CORNERS AT
EXPOSED CORNERS

CMU WALL, SEE
PLAN FOR TYPE

BACKER ROD &
SEALANT, TYP.

STL. COLUMN, SEE
STRUCT. DWGS.

MASONRY
ANCHOR, TYP.

MASONRY TIE, TYP.

2
' 
- 
8
"

E
Q
.

E
Q
.

13

D

2' - 0"

EQ EQ

BULLNOSE CORNERS AT
EXPOSED CORNERS

MASONRY TIE, TYP.

6" CMU, FULL HEIGHT

BACKER ROD &
SEALANT

STL COLUMN,
SEE STRUCT. DWGS.

CMU WALL, SEE PLAN
FOR TYPE

2
' 
- 
0
"

1
' 
- 
4
 1
/4
"

18

G.1

E.9

18.1

1' - 3 3/4"

6' - 0"

1' - 2 1/4"

2
' 
- 
8
"

1
' 
- 
4
"

BACKER ROD &
SEALANT TYP.

MASONRY
ANCHORS, TYP.

BACKER ROD
& SEALANT

MASONRY TIES, TYP.

17.8

CAST-IN-PLACE CONC. AT COLUMN,
TOP OF PIER AT 8'-0" A.F.F.

1' - 9"

EQ EQ

2
' 
- 
1
0
 3
/4
"

1
' 
- 
8
 1
/2
"

8
" R

 1
1
" STL COLUMN, SEE STRUCT. DWGS

CONTROL JOINT - BACKER
ROD & SEALANT, TYP. AT
COLUMNS

CMU WALL, SEE PLAN FOR TYPE

MIN.
4"

STL. COLUMN,
SEE STRUCT.
DWGS.

14.5

D.9

CMU WALL, SEE PLAN
FOR TYPE

6" CMU

STL COLUMN,
SEE STRUCT. DWGS.

BACKER ROD & SEALANT,
TYP.

MASONRY ANCHORS,
TYP.

5 1/4"

ALIGN

14.714.5

B

CMU WALL, SEE PLAN FOR TYPE

5' - 1 3/4"

1' - 6 1/2"1' - 7"

EXPANSION JOINT & MTL COVER

ALIGN

BACKER ROD
& SEALANT

ALUM.
WINDOW
SYSTEM, SEE
WINDOW
DETAILS

T
Y
P
E
 (
M
V
-1
)

E
X
T
. 
W
A
L
L

MASONRY
TIES, TYP.

BULLNOSE AT
EXPOSED CORNERS

STL COLUMNS, SEE
STRUCT. DWGS

BACKER ROD & SEALANT

MASONRY ANCHORS, TYP.

OVERLAP AIR/VAPOR BARRIER ONTO BELLOW

ELASTOMERIC EXPANSION BELLOW

OVERHEAD DOOR
& FRAME, SEE
DOOR DETAILS

EXPANSION JOINT & MTL COVER

1
' 
- 
1
1
 3
/4
"

3
' 
- 
4
"

6" CMU, FULL
HEIGHT

6" CMU, LAST
COURSE AT 8'-0"
A.F.F.

B.1

11.7

D.9

MASONRY ANCHOR, TYP.

CMU WALL, SEE PLAN
FOR TYPE

STL COLUMN, SEE
STRUCT. DWGS

BACKER ROD &
SEALANT, TYP.

C

13.6

1
' 
- 
0
"

10"

1' - 3"

STL COLUMN,
SEE STRUCT.
DWGS.

6" CMU, FULL
HEIGHT

CMU WALL, SEE
PLAN FOR TYPE

BACKER ROD &
SEALANT, TYP.

1
0
 3
/4
"

3
' 
- 
8
 1
/2
"

MASONRY
ANCHOR, TYP.

CMU WALL, SEE
PLAN FOR TYPE

BULLNOSE AT
EXPOSED
CORNERS,
TYP.

13.6

11" 6" CMU, FULL HEIGHT

BACKER ROD & SELANT,
TYP.

CMU WALL, SEE
PLAN FOR TYPE

BULLNOSE AT
EXPOSED CORNERS,
TYP.

1' - 4"

MASONRY
ANCHORS, TYP.

2
' 
- 
0
"

HM DOOR
FRAME, SEE
DOOR DETAILS

T
Y
P
E
 (
M
V
-1
)

E
X
T
. 
W
A
L
L

STL COLUMN,
SEE STRUCT.
DWGS

BACKER ROD
& SEALANT,
TYP.

2' - 2 1/2"

1' - 1 1/2" 1' - 1"

B.1

14.714.5

D

3' - 4 3/4"

1' - 8 1/2"

8"

M
IN
.

4
"

1
' 
- 
9
"

E
Q

E
Q

R 11"

CAST-IN-PLACE CONC. AT
COLUMN, TOP OF PIER AT
8'-0" A.F.F.

BACKER ROD
& SEALANT

CMU WALL,
SEE PLAN FOR
TYPE

STL COLUMNS, SEE
STRUCT. DWGS

MASONRY TIE

1' - 1"

14.714.5

C

CAST-IN-PLACE CONC.
AT COLUMN, TOP OF
PIER AT 8'-0" A.F.F.

1
' 
- 
9
"

E
Q

E
Q

3' - 4 3/4"

1' - 8 1/2"

8"

M
IN
.

4
"

R 11"

BACKER ROD &
SEALANT, TYP.

CMU WALL, SEE PLAN
FOR TYPE

STL COLUMNS, SEE
STRUCT. DWGS

20

H.1

1
' 
- 
4
" 8
"

MIN.
4"

EQ. EQ.

2' - 0"

R
 1
' -
 0
"

STL COLUMN, SEE
STRUCT. DWGS

CAST-IN-PLACE CONC. AT
COLUMN, TOP OF PIER AT
8'-0" A.F.F.

CONTROL JOINT - BACKER
ROD & SEALANT, TYP. AT
COLUMNS

CMU WALLS, SEE PLAN FOR
TYPE

SCALE

CHECKED BY:

PROJECT TITLEDESIGNER/DRAFTER PROJECT NO.

DRAWING NO.

SHEET NO.

TOWN

DRAWING TITLE

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

File Name:Plotted:

STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

 1" = 1'-0"
C:\Users\HMarshall\Documents\ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall.rvt10/21/2014 3:18:36 PM

DT REPAIR FACILITY

HRM 118-0167

ARC-502

PLAN DETAILS

ROCKY HILL

SCALE:  1" = 1'-0"
1

PLAN DETAIL

SCALE:  1" = 1'-0"
2

PLAN DETAIL

SCALE:  1" = 1'-0"
3

PLAN DETAIL

SCALE:  1" = 1'-0"
5

PLAN DETAIL

SCALE:  1" = 1'-0"
7

PLAN DETAIL

SCALE:  1" = 1'-0"
6

PLAN DETAIL
SCALE:  1" = 1'-0"

4
PLAN DETAIL

SCALE:  1" = 1'-0"
9

PLAN DETAIL

SCALE:  1" = 1'-0"
8

PLAN DETAIL

SCALE:  1" = 1'-0"
12

PLAN DETAIL

SCALE:  1" = 1'-0"
11

PLAN DETAIL

SCALE:  1" = 1'-0"
10
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K

STAINLESS STEEL CAP
FLASHING, SLOPE TO
ALLOW DRAINAGE.

1' - 9" TO FACE OF PANEL
STEEL BEAM - SEE
STRUCT. DWGS.

STEEL ANGLE AT
BOTTOM OF METAL
PANEL AS REQUIRED BY
MFR.

BOND BEAM - SEE
STRUCT. DWGS

2' - 0" TO FACE OF MASONRY

MV-1

MP-1

STRUCT. STEEL
ANGLE AND PLATE
SEE STRUCT. DWGS.

COMPRESSIBLE
FILLER

1' - 0"

K

T.O. STEEL
171' - 10"

MP-2

MEMBRANE FLASHING
ADHERED ONTO ROOF
MEMBRANE.

EXTEND ROOF
MEMBRANE ONTO
FASCIA

MTL GUTTER
SYSTEM

PT WOOD NAILER
SECURED TO STEEL
ANGLE

3/4" EXT. PLYWOOD
FASCIA WITH MTL
CLADDING

6" GALV. LGMF

STEEL BRACKET TO SECURE
6" GALV. LGMF. STUD TO
STEEL STRUCTURE

STEEL ANGLE W/ 1/2"
BOLT @ 4'-0" O.C. -
SEE STRUCT. DWGS.

173' - 5 3/4"

RMS-1

ARC-111
MTL FLASHING

GROUND LEVEL
140' - 0"

K

2" RIGID INSULATION
PROJECT 2'-0" UNDER
SLAB U.N.O.

AIR VAPOR BARRIER

CONCRETE FOUNDATION
WALL, SEE STRUCT.
DWGS

GROUT SOLID

HEAD WEEP 1"
BACK FROM FACE
OF MASONRY

CAVITY DRAINAGE
MATERIAL

STAINLESS STEEL
THROUGH WALL
FLASHING, SLOPE TO
ALLOW DRAINAGE.

2' - 0" TO FACE OF MASONRY

MV-1

COMPRESSIBLE FILLER

DAMPPROOFING

MP-1

STEEL WIND
GIRT, COORD. W/
STRUCT. STL.

METAL PANEL
EXTRUSION BY MFR.

PLASTIC SHIM

INTEGRATED INSULATED
TRANSLUCENT PANEL
SYSTEM & FRAME UNIT

SEALANT AND
BACKER ROD

METAL PANEL
FASTENER SYSTEM
PER MFR. REQ'S

STEEL ANGLE

MP-2

STEEL TUBE - SEE
STRUCT. DWGS.

WEEPS

INSULATED TRANSLUCENT
PANEL SYSTEM & HEAD
FRAME UNIT

THERMAL BLOCK
PER MNF REQ'S

STEEL ANGLE

MP-2

3B

CONTINUOUS CAP
FLASHING

TERMINATION BAR &
SEALANT

ROOF MEMBRANE
FLASHING

3/4" EXTERIOR PLYWOOD

PVC ROOF MEMBRANE

1/2" PROTECTION BOARD

EXTEND AIR VAPOR
BARRIER ON VERTICAL
WALL

6" GALV. LGMF AT
16" O.C.

CONTINUOUS PT
WOOD BLOCKING
BETWEEN STUDS

1
2
" 
M
IN
.

B

MV-1

PVC MEMBRANE FLASHING
SET ON SEALANT

PNTD MTL. CAP
FLASHING

COMPRESSIBLE
FILLER

CONTINUOUS 8 GA
HOOK STRIP

3/16" BENT STEEL
PLATE SECURED TO
CMU BOND BEAM
W/ 1/2" STUDS@
4'-0" O.C.

B.1

153' - 9"

RMS-2

ARC-113

PT WOOD NAILER
SECURED TO STEEL
PLATE

D

1' - 9" TO FACE OF PANEL LOUVER

MP-2

CONTINUOUS CAP
FLASHING

TERMINATION BAR &
SEALANT

ROOF MEMBRANE
FLASHING

3/4" EXTERIOR
PLYWOOD

EXTEND AIR VAPOR
BARRIER ON
VERTICAL WALL

6" GALV. LGMF AT
16" O.C.

CONTINUOUS PT
WOOD BLOCKING
BETWEEN STUDS

STEEL FRAME - SEE
STRUCT. DWGS

2B
MTL. DECK - SEE
STRUCT. DWGS

3" RIGID INSULATION

2
 1
/4
" 
M
IN

CONTINUOUS
PT WOOD BLOCKING

MTL SILL TRIM

FASTENER AND
SEALANT

1
2
" 
M
IN
.

1/2" PROTECTION
BOARD

D
1' - 9" TO FACE OF PANEL

MP-2

FLASHING STRIP EXTENDED
ON TOP OF PARAPET

3/4" EXTERIOR PLYWOOD

2" RIGID INSULATION

6" LGMF STUD

STL BEAM, SEE STRUCT.
DWGS

PNTD MTL COUNTER FLASHING

COPING EXTRUSION

PANEL FASTENER SYSTEM

V
A
R
IE
S

3/4" EXTERIOR PLYWOOD

INFILL CAVITY WITH MINERAL
WOOL INSULTAION

CONTINUOUS 4"x4" GALV.
STEEL ANGLE TO SECURE 6"
STUD TO THE STRUCTURE
SYSTEM

STEEL BRACKET TO SECURE
6" LGMF STUD TO STEEL
STRUCTURE

RMS-2

ARC-113

PT WOOD NAILER, SECURED TO
LGMF W/ 1/2" BOLT @ 4'-0" O.C.

BUILT-UP LG BOX MEMBER

MP-2

LOUVER

SEALANT AND
BACKER ROD

HEAD FLASING

CONNECTION
EXTRUSION BY PANEL
MFR

SEALANT

6" GALV. MET'
STUD AT 16" O.C.

PT WOOD BLOCK

6

CONTINUOUS CAP FLASHING

TERMINATION BAR & SEALANT

ROOF MEMBRANE FLASHING

3/4" EXTERIOR PLYWOOD

CONTINUOUS PT WOOD
BLOCKING BETWEEN STUDS

3" RIGID INSULATION

167' - 9"

MP-2

RMS-2

ARC-113

RMS-2

ARC-113

FLASHING STRIP EXTENDED
ON TOP OF PARAPET

3/4" EXTERIOR PLYWOOD

2" RIGID INSULATION

PNTD MTL COUNTER FLASHING

COPING EXTRUSION

PANEL FASTENER SYSTEM

3/4" EXTERIOR PLYWOOD

INFILL CAVITY WITH MINERAL
WOOL INSULTAION

CONTINUOUS 4"x4" GALV.
STEEL ANGLE TO SECURE 6"
GALV. LGMF TO THE
STRUCTURE SYSTEM

STEEL BRACKET TO
SECURE 6" GALV. LGMF TO
STEEL STRUCTURE

PT WOOD NAILER, SECURED TO
LGMF W/ 1/2" BOLT @ 4'-0" O.C.

BUILT-UP LG BOX MEMBER

CONTINUOUS CAP FLASHING

TERMINATION BAR & SEALANT

ROOF MEMBRANE FLASHING

3/4" EXTERIOR PLYWOOD

EXTEND AIR VAPOR BARRIER
ON VERTICAL WALL

STEEL BRACING - SEE STRUCT.
DWGS

PT WOOD SILL

1
2
" 
M
IN
.

TRANSLUCENT
CLERESTORY

180' - 11"

RMS-2

ARC-113

6" GALV. LGMF AT 16" O.C.

WRAP ROOF MEMBRANE
ONTO ROOF EDGE

PNTD MTL. CAP FLASHING

CONTINUOUS HOOK
CLEAT - 10 GA.

TRANSLUCENT CLERESTORY

STEEL CHANNEL - SEE
STRUCT. DWGS.

PT WOOD BLOCKING

RMS-1

ARC-111

STEEL BRACING - SEE
STRUCT. DWGS.

MEMBRANE FLASHING ADHERED
ONTO ROOF MEMBRANE.

3/4" EXT. PLYWOOD FASCIA
WITH MTL CLADDING

3/8"BENT STEEL PLATE W/
1/2" BOLT @ 4'-0" O.C. - SEE
STRUCT. DWGS.

14.5

CONTINUOUS CAP
FLASHING

TERMINATION
BAR & SEALANT

ROOF MEMBRANE
FLASHING

3/4" EXTERIOR
PLYWOOD

ROOF MEMBRANE
EXTENDED INTO THE
JOINT

PT WOOD BLOCKING

FILL GAP WITH MINERAL
WOOL INSULATION

FOAM ROD TUBE

STEEL TUBE - SEE
STRUCT. DWGS

3" RIGID INSULATION

PT WOOD BLOCKING

GLAV. STEEL
TUBE ANGLE

MP-2

RMS-2

ARC-113
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DOOR SCHEDULE GENERAL NOTES:

1. GROUT FILL ALL FRAMES IN MASONRY CONSTRUCTION.

2. ALL THRESHOLDS SHALL BE ADA COMPLIANT.

3. PROVIDE SEALANT ALONG THE ENTIRE PERIMETER OF HOLLOW METAL
FRAMES, BOTH SIDES OF WALL.

4. ALL HARDWARE AND ACCESSORIES FOR OVERHEAD DOORS SHALL BE
PROVIDED BY THE DOOR MANUFACTURER.

5. ALL EXTERIOR DOORS SHALL RECEIVE A PAINTED STENCILED SIGN,
REFER TO DOOR SCHEDULE FOR SIGN NO. COPY, AND REFER TO DWG
ARC-901 FOR MORE INFORMATION

DOOR SCHEDULE KEYED NOTES:

1. PROVIDE ELECTRIC STRIKES AND FRAME PREP KIT

2. EXTERIOR DOOR, PROVIDE WEATHERPROOF GASKETING AS REQUIRED.

3. DOOR AND FRAME TO BE PROVIDED BY PAINT BOOTH MANUFACTURER.

4. PAIR OF DOORS

5. WIRE MESH DOORS
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DGT REPAIR FACILITY
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ARC-701

DOOR SCHEDULE

ROCKY HILL

DOOR SCHEDULE

DOOR

NO. ROOM TO

DOOR SIZE DOOR FRAME DETAILS

FIRE

RATING

HARDWARE

SET

SIGN

NO.

COPY REMARKSHEIGHT WIDTH TYPE MAT FIN TYPE MAT FIN HEAD JAMB

30.2A OXYGEN / ACETYLENE STORAGE
CRIB

7' - 8" 7' - 0" - - - - - - - - - - - SEE KEYED NOTE #5

30A WELD SHOP 7' - 0" 6' - 0" V HM PTD F2 HM PTD 2/ARC-702 1/ARC-702 - 07 - SEE KEYED NOTE #4

30B WELD SHOP 16' - 0" 16' - 0" OC - - - - - 5/ARC-703 1 & 2/ARC-703 - - "12" SEE KEYED NOTE #2

30C WELD SHOP 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-18" SEE KEYED NOTE #4

31A MACHINE SHOP 7' - 0" 3' - 0" V HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

31B MACHINE SHOP 10' - 0" 6' - 0" OC - - - - - 9/ARC-703 7 & 8/ARC-703 - - -

31C MACHINE SHOP 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-11" SEE KEYED NOTE #2

31D MACHINE SHOP 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-10" SEE KEYED NOTE #2

31E MACHINE SHOP 16' - 0" 16' - 0" OC - - - - 6/ARC-703 3 & 4/ARC-703 - - "05" SEE KEYED NOTE #2

31F MACHINE SHOP 7' - 0" 3' - 0" V HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

32A AERIAL BUCKET BAYS 7' - 0" 3' - 0" V HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

32B AERIAL BUCKET BAYS 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-16" SEE KEYED NOTE #2

32C AERIAL BUCKET BAYS 16' - 0" 16' - 0" OC - - - - - 5/ARC-703 1 & 2/ARC-703 - - "10" SEE KEYED NOTE #2

32D AERIAL BUCKET BAYS 10' - 0" 6' - 0" OC - - - - - 9/ARC-703 7 & 8/ARC-703 - - -

32E AERIAL BUCKET BAYS 10' - 0" 6' - 0" OC - - - - - 9/ARC-703 7 & 8/ARC-703 - - -

32F AERIAL BUCKET BAYS 10' - 0" 6' - 0" OC - - - - - 9/ARC-703 7 & 8/ARC-703 - - -

33.1A OXYGEN/ACETYLENE STORAGE
CRIB

7' - 8" 7' - 0" - - - - - - - - - - - SEE KEYED NOTE #5

33.2A OXYGEN / ACETYLENE STORAGE
CRIB

7' - 8" 7' - 0" - - - - - - - - - - - SEE KEYED NOTE #5

33A WELD / FABRICATION SHOP 7' - 0" 6' - 0" V HM PTD F2 HM PTD 2/ARC-702 1/ARC-702 - 07 - SEE KEYED NOTE #4

33B WELD / FABRICATION SHOP 10' - 0" 6' - 0" OC - - - - - 9/ARC-703 7 & 8/ARC-703 - - -

33C WELD / FABRICATION SHOP 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-15" SEE KEYED NOTE #4

33D WELD / FABRICATION SHOP 16' - 0" 16' - 0" OC - - - - - 5/ARC-703 1 & 2/ARC-703 - - "09" SEE KEYED NOTE #2

33E WELD / FABRICATION SHOP 7' - 0" 3' - 0" F HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 C 08 - SEE KEYED NOTE #2

33F WELD / FABRICATION SHOP 16' - 0" 16' - 0" OC - - - - - 5/ARC-703 1 & 2/ARC-703 - - "08" SEE KEYED NOTE #2

34A PARTS WASHER 7' - 0" 6' - 0" V HM PTD F2 HM PTD 6/ARC-702 5/ARC-702 - 04 "EX-12" SEE KEYED NOTES #2 & 4

34B PARTS WASHER 10' - 0" 6' - 0" OC - - - - - 9/ARC-703 7 & 8/ARC-703 - - -

34C PARTS WASHER 7' - 0" 3' - 0" V HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

35A PAINT EQUIPMENT ROOM 7' - 0" 6' - 0" V HM PTD F2 HM PTD 2/ARC-702 1/ARC-702 - 07 - SEE KEYED NOTE #4

36A PAINT BAYS 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-13" SEE KEYED NOTE #2

36B 14' - 0" 14' - 0" OC - - - - - 6/ARC-703 3 & 4/ARC-703 - - "07" SEE KEYED NOTE #2

36C PAINT BAYS 7' - 0" 6' - 0" V HM PTD F2 HM PTD 6/ARC-702 5/ARC-702 - 04 "EX-14" SEE KEYED NOTES #2 & 4

36D 14' - 0" 14' - 0" OC - - - - - 6/ARC-703 3 & 4/ARC-703 - - "06" SEE KEYED NOTE #2

37A 7' - 0" 3' - 0" - - - - - - - - - - - SEE KEYED NOTE #3

37B 7' - 0" 3' - 0" - - - - - - - - - - - SEE KEYED NOTE #3

37C 8' - 0" 8' - 0" - - - - - - - - - - - SEE KEYED NOTE #3

38A 7' - 0" 3' - 0" - - - - - - - - - - - SEE KEYED NOTE #3

38B 7' - 0" 3' - 0" - - - - - - - - - - - SEE KEYED NOTE #3

38C 7' - 0" 3' - 0" - - - - - - - - - - - SEE KEYED NOTE #3

38D 8' - 0" 8' - 0" - - - - - - - - - - - SEE KEYED NOTE #3

39A PAINT MIX ROOM 7' - 0" 3' - 0" - - - - - - - - - - - SEE KEYED NOTE #3

39B PAINT MIX ROOM 7' - 0" 3' - 0" - - - - - - - - - - - SEE KEYED NOTE #3

40A FIRE PUMP ROOM 7' - 0" 6' - 0" F HM PTD F2 HM PTD 7/ARC-702 5/ARC-702 - 04 "EX-07" SEE KEYED NOTES #2 & 4

41A REPAIR BAYS 7' - 0" 5' - 0" F HM PTD F3 HM PTD 10/ARC-702 10/ARC-702 - 07 -

41B EQUIPMENT PLATFORM 7' - 0" 6' - 0" F HM PTD F2 HM PTD 10/ARC-702 10/ARC-702 - 04 - SEE KEYED NOTES #2 & 4

42A INTAKE PLENUM 7' - 0" 6' - 0" F HM PTD F2 HM PTD 9/ARC-702 8/ARC-702 - 04 - SEE KEYED NOTES #2 & 4

DOOR SCHEDULE

DOOR

NO. ROOM TO

DOOR SIZE DOOR FRAME DETAILS

FIRE

RATING

HARDWARE

SET

SIGN

NO.

COPY REMARKSHEIGHT WIDTH TYPE MAT FIN TYPE MAT FIN HEAD JAMB

01A VEST 7' - 0" 3' - 0" HL HM PTD F3 HM PTD 7/ARC-702 5/ARC-702 - 01 "EX-09" SEE KEYED NOTE #2

01B HALL 7' - 0" 3' - 0" HL HM PTD F3 HM PTD 2/ARC-702 1/ARC-702 - 02 - SEE KEYED NOTE #1

02B HALL 7' - 0" 3' - 0" V HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

02C HALL 7' - 0" 3' - 0" V HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

03A MACHINE SHOP SUPERVISIOR 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 05 -

04A MACHINE SHOP CREW LEADER &
CLERK OFFICE

7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

04B MACHINE SHOP CREW LEADER &
CLERK OFFICE

7' - 0" 3' - 0" V HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

05A CONFERENCE ROOM 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 5/ARC-702 7/ARC-702 - 03 "EX-08" SEE KEYED NOTE #2

05B CONFERENCE ROOM 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

06A JANITOR 7' - 0" 3' - 0" V HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

07A BREAK ROOM 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 05 -

08A COMM ROOM 7' - 0" 3' - 0" F HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 05 -

09A ELECTRICAL ROOM 7' - 0" 3' - 0" F HM PTD F1 HM PTD 7/ARC-702 5/ARC-702 - 01 "EX-06" SEE KEYED NOTE #2

10A MECHANICAL ROOM 7' - 0" 3' - 0" F HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 C 08 -

10B FIRE PUMP ROOM 7' - 0" 6' - 0" F HM PTD F2 HM PTD 2/ARC-702 1/ARC-702 C 09 - SEE KEYED NOTE #4

11A VEST 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 7/ARC-702 5/ARC-702 - 01 "EX-05" SEE KEYED NOTE #2

11B VEST 7' - 0" 3' - 0" HL HM PTD F3 HM PTD 2/ARC-702 1/ARC-702 - 02 - SEE KEYED NOTE #1

12A MENS ROOM 7' - 0" 3' - 0" F HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

12B MENS ROOM 7' - 0" 3' - 0" F HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

13A WOMENS ROOM 7' - 0" 3' - 0" F HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

13AA LOCKER/SHOWER 7' - 0" 3' - 0" F HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

13B WOMENS ROOM 7' - 0" 3' - 0" F HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 05 -

14A EQUIPMENT GENERAL
SUPERVISOR

7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

14B EQUIPMENT GENERAL
SUPERVISOR

7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 05 -

15A GARAGE SUPERVISOR 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

15B GARAGE SUPERVISOR 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 05 -

16A REPAIR CREW LEADER &
SUPERVISOR OFFICE

7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

17A EQUIPMENT INSPECTION AND
IN-SERVICE OFFICE

7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

17B EQUIPMENT INSPECTION AND
IN-SERVICE OFFICE

7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 05 -

18A MEDIA STORAGE ROOM 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

18B MEDIA STORAGE ROOM 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 05 -

20A STORES MATERIAL MANAGEMENT 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 06 -

21A STORES MATERIAL MANAGEMENT 7' - 0" 3' - 0" HL HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 05 -

22A STORES STOCKROOM 7' - 0" 6' - 0" V HM PTD F2 HM PTD 2/ARC-702 1/ARC-702 C 09 - SEE KEYED NOTE #4

22B STORES STOCKROOM 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 05 "EX-04" SEE KEYED NOTE #2

22C STORES STOCKROOM 16' - 0" 16' - 0" OS - - - - - 6/ARC-703 3 & 4/ARC-703 - - "04" SEE KEYED NOTE #2

22D STORES STOCKROOM 7' - 0" 3' - 0" V HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 C 08 -

22E STORES STOCKROOM 7' - 0" 3' - 0" - - - - - - - - - - - SEE KEYED NOTE #5

23A WASH BAY 7' - 0" 3' - 0" V HM PTD F1 HM PTD 2/ARC-702 1/ARC-702 - 05 -

23B WASH BAY 16' - 0" 16' - 0" OS - - - - - 6/ARC-703 3 & 4/ARC-703 - - "03" SEE KEYED NOTE #2

23C WASH BAY 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-03" SEE KEYED NOTE #4

24A LUBRICANT STORAGE /
COMPRESSOR

7' - 0" 6' - 0" V HM PTD F2 HM PTD 2/ARC-702 1/ARC-702 C 09 - SEE KEYED NOTE #4

24B LUBRICANT STORAGE /
COMPRESSOR

7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-02" SEE KEYED NOTE #2

25A LUBE BAYS 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-01" SEE KEYED NOTE #2

25B LUBE BAYS 7' - 0" 6' - 0" V HM PTD F2 HM PTD 2/ARC-702 1/ARC-702 - 07 - SEE KEYED NOTES #2 & 4

25C LUBE BAYS 16' - 0" 16' - 0" OC - - - - - 5/ARC-703 1 & 2/ARC-703 - - "01" SEE KEYED NOTE #2

25D LUBE BAYS 16' - 0" 16' - 0" OC - - - - - 5/ARC-703 1 & 2/ARC-703 - - "02" SEE KEYED NOTE #2

26A EQUIPMENT INSPECTION / CNG
INSPECTION

7' - 0" 6' - 0" F HM PTD F2 HM PTD 2/ARC-702 1/ARC-702 C 09 - SEE KEYED NOTE #4

26B EQUIPMENT INSPECTION / CNG
INSPECTION

7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-22" SEE KEYED NOTE #2

26C EQUIPMENT INSPECTION / CNG
INSPECTION

16' - 0" 16' - 0" OS - - - - - 5/ARC-703 1 & 2/ARC-703 - - "14" SEE KEYED NOTE #2

26D EQUIPMENT INSPECTION / CNG
INSPECTION

16' - 0" 16' - 0" OS - - - - - 5/ARC-703 1 & 2/ARC-703 - - "13" SEE KEYED NOTE #2

27A EQUIPMENT INSPECTION / CNG
INSPECTION

7' - 8" 7' - 0" - - - - - - - - - - - SEE KEYED NOTE #5

28A REPAIR BAYS 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-23" SEE KEYED NOTE #2

28B REPAIR BAYS 16' - 0" 18' - 0" OS - - - - - 5/ARC-703 1 & 2/ARC-703 - - "15" SEE KEYED NOTE #2

28C REPAIR BAYS 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-21" SEE KEYED NOTE #4

28D REPAIR BAYS 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-20" SEE KEYED NOTE #4

28E REPAIR BAYS 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-19" SEE KEYED NOTE #4

28F REPAIR BAYS 7' - 0" 3' - 0" V HM PTD F1 HM PTD 6/ARC-702 5/ARC-702 - 01 "EX-17" SEE KEYED NOTE #4

28G REPAIR BAYS 16' - 0" 18' - 0" OS - - - - - 5/ARC-703 1 & 2/ARC-703 - - "11" SEE KEYED NOTE #2

29A TOOL CRIB WITH NO CHARGE
AREA

7' - 8" 7' - 0" - - - - - - - - - - - SEE KEYED NOTE #5

30.1A OXYGEN / ACETYLENE STORAGE
CRIB

7' - 8" 7' - 0" - - - - - - - - - - - SEE KEYED NOTE #5

NO. Revision Description Date

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 

06.45



PTD HM FRAME

PROVIDE MASONRY
ANCHORS, MIN. 3
PER JAMB.

GROUT SOLID, TYP

DOOR AS
SCHEDULED

3/4"

CMU, SEE PLAN

ALIGN

1
 1
5
/1
6
"

1
 5
/8
"

ALIGN BACKER ROD &
SEALANT, TYP.

2"

CAVITY DRAINAGE MATERIAL

ANCHOR TOP OF MEMBRANE
FLASHING WITH CONT.
TERMINATION BAR

LAP SELF ADHERED
MEMBRANE FLASHING MIN.
4 INCHES OVER THRU-
WALL FLASHING

LIP STRETCHER UNIT

MTL THROUGH WALL
FLASHING WHEMMEED
EDGE, SLOPE TO ALLOW
DRAINAGE. SEALANT AND
BACKER ROD BOTH SIDES,
TYP.

LOOSE GALV. STL LINTEL.
SEE STRUCT. DWGS

EXTERIOR WALL TYPE (MV-1)

GROUT SOLID

ALIGN

PTD HM FRAME

1 15/16"1 15/16"

1' - 1"

4
"

3
/4
"

BOND BEAM. SEE STRUCT.
DWGS

BACKER ROD &
SEALANT, TYP.

1
 1
5
/1
6
"

1
' 
- 
1
"

2" 3/4"

1
 1
5
/1
6
"

CMU BLOCK GROUT
SOLID

DOOR AS SCHEDULED

PTD HM FRAME

GROUT SOLID

PROVIDE MASONRY
ANCHORS, MIN. 3
PER JAMB

BACKER ROD

MASONRY TIE, TYP.

RETURN VENEER
MASONRY BLOCK
AT OPENING, TYP.

E
X
T
E
R
IO

R
 W

A
L
L
 T
Y
P
E
 (
M
V
-1
)

VAPOR/AIR BARRIER

1 15/16"

CMU BOND BEAM
LINTEL SEE STRUCT
DWGS FOR EXACT
SIZE & REINFORCING

ALIGN

BACKER ROD &
SEALANT, TYP.

GROUT SOLID TYP.

DOOR AS
SCHEDULED

ALIGN

PTD HM FRAME4
"

3
/4
"

1 15/16"

SCHED.

AS

SCHED.

AS

5"

6
"

2
' 
- 
1
"

6"

S
C
H
E
D
U
L
E
D

A
S

SCHED.

AS

S
C
H
E
D
U
L
E
D

A
S

S
C
H
E
D
U
L
E
D

A
S

S
C
H
E
D
U
L
E
D

A
S

F

FLUSH
V

VISION PANEL
HL

HALF LITE

S
C
H
E
D
U
L
E
D

A
S

S
C
H
E
D
U
L
E
D

A
S

INSULATED GLAZING

4
"

3
' 
- 
0
"

2' - 4" 4"

AS SCHEDULED

A
S
 S
C
H
E
D
U
L
E
D

OC

OVERHEAD COILING DOOR
OS

OVERHEAD SECTIONAL DOOR

A
S
 S
C
H
E
D
U
L
E
D

AS SCHEDULED

VISION PANELS

F1

HOLLOW METAL
DOOR FRAME

F2

HOLLOW METAL
DOUBLE DOOR FRAME

3' - 4"

7
' 
- 
4
"

7
' 
- 
4
"

6' - 4"

2" 2"

4
"

2"2"

4
"

F3

HOLLOW METAL
DOOR FRAME W/ SIDELIGHT

2" 2"

6' - 0"

2' - 6"2"

7
' 
- 
4
"

4
"

4
"

3
' 
- 
3
"

2
"

INSULATED
GLAZING

INT. EXT.

T1

RUBBER TILE/ EXTERIOR

ADA COMPLAINT
ALUMINUM
THRESHOLD SET IN
FULL BED OF MASTIC

DOOR AS SCHEDULED

WEATHER STRIPPING
GASKETING

RUBBER TILE FLOORING
AS SCHEDULE

M
A

X
.

1
/2

"

 CONCRETE SLAB

INT. EXT.

T2

SEALED CONCRETE / EXTERIOR

ADA COMPLAINT
ALUMINUM
THRESHOLD SET IN
FULL BED OF MASTIC

DOOR AS SCHEDULED

WEATHER STRIPPING
GASKETING

SEALED CONCRETE
FLOORING AS
SCHEDULE

M
A

X
.

1
/2

"

 CONCRETE SLAB

T3

SEALED CONCRETE / RUBBER TILE

DOOR AS SCHEDULED

RUBBER
TRANSITION STRIP

RUBBER TILE FLOORING
AS SCHEDULE

 CONCRETE SLAB

SEALED CONCRETE
FLOORING AS
SCHEDULED

T4

EPOXY / RUBBER TILE

DOOR AS SCHEDULED

ADA COMPLIANT ALUM
THRESHOLD

EPOXY FLOORING AS
SCHEDULE

 CONCRETE SLAB

RUBBER TILE
FLOORING AS
SCHEDULED

1
/2

" 
M

A
X

.

PTD HM FRAME

STL ANGLE AT BOTTOM OF
MTL PANEL AS REQUIRED
BY MFR.

BOND BEAM. SEE
STRUCT. DWGS

COMPRESSIBLE FILLER

EXTERIOR VENEER
BLOCK BEYOND

STL BEAM, ANGLE, & PLATE.
SEE STRUCT. DWGS

4
"

1 15/16"1 15/16"

3
/4
"

1' - 1"

GROUT SOLID

BACKER ROD &
SEALANT, TYP.

PT WD BLOCKING

BASE TRIM
EXTRUSION WITH
WEEP HOLES BY
WALL PANEL MANF.

PANEL CLIP AND
FASTENER BY WALL
PANEL MANF.

SEALANT

INSULATED MTL
WALL PANEL

DOOR  AS
SCHEDULED

ALIGN

1 15/16"

BOND BEAM. SEE
STRUCT DWGS

ALIGN

BACKER ROD &
SEALANT, TYP.

GROUT SOLID
TYP.

DOOR AS
SCHEDULED

PTD HM FRAME4
"

3
/4
"

1 15/16"

9"

BULLNOSED
GLAZED CMU

PTD HM FRAME

PROVIDE MASONRY
ANCHORS, MIN. 3
PER JAMB.

GROUT SOLID, TYP

DOOR AS
SCHEDULED

3/4"

CMU WITH GLAZED CMU
VENEER, SEE PLAN

1
 1
5
/1
6
"

1
 1
5
/1
6
"

ALIGN BACKER ROD &
SEALANT, TYP.

2"

9
"

BULLNOSED CORNER

PTD HM FRAME

4
"

1 15/16"
1 15/16"

3
/4
"

BACKER ROD &
SEALANT, TYP.

PT WD BLOCKING

BASE EXTRUSION
WITH WEEP HOLES BY
WALL PANEL MANF.

PANEL CLIP AND
FASTENER BY WALL
PANEL MANF.

SEALANT

INSULATED MTL WALL
PANEL

DOOR  AS
SCHEDULED

ALIGN

6" GALV. LGMF STUD AT
16" O.C.

6" GALV. LGMF BOX
BEAM. SEE STRUCT.
DWGS

6" GALV. LGMF
BOX BEAM,
SEE STRUCT.
DWGS

ALIGN

PT SHIM

BACKER ROD &
SEALANT, TYP.

DOOR AS SCHEDULED

PTD HM FRAME
JAMB ANCHORS,
MIN. 3 PER JAMB

1
 1
5
/1
6
"

JAMB TRIM
EXTRUSION BY
WALL PANEL MANF.

1
 1
5
/1
6
"

SHIM

E
X
T
E
R
IO

R
 W

A
L
L
 T
Y
P
E
 (
M
P
-2
)

6" GALV. LGMF STUDS

INSULATED MTL
WALL PANEL

2" 3/4"

AT JAMB PROVIDE
ANCHORS, MIN. 3 PER JAMB

1/2"

4
" 
A
T
 H
E
A
D

2
" 
A
T
 J
A
M
B

3
/4
"

1 15/16"

6" GALV. LGMF STUDS

1 15/16"

1/2"

SEALANT, TYP.

PTD HM FRAME

DOOR AS SCHEDULED

(1) LAYER OF 5/8"
GWB, BOTH SIDES

VAPOR/AIR BARRIER
AT PLENUM 41 ONLY

PVC ROOFING
MEMBRANE AT PLENUM
41 ONLY

NOTE:
PROVIDE IMPACT
RESISTANCE GWB AT
REPAIR BAY 28.
PROVIDE MOISTURE
RESISTANT GWB AT
PLENUM 41

SCALE
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DOOR DETAILS

ROCKY HILL

NO. Revision Description Date

SCALE:  3" = 1'-0"
1

HM FRAME JAMB DETAIL (INTERIOR)

SCALE:  3" = 1'-0"
7

HM FRAME HEAD DETAIL (EXTERIOR)
SCALE:  3" = 1'-0"

5
HM FRAME JAMB DETAIL (EXTERIOR)

SCALE:  3" = 1'-0"
2

HM FRAME HEAD DETAIL (INTERIOR)

SCALE:  1/4" = 1'-0"

HM DOOR PANEL TYPES
SCALE:  1/4" = 1'-0"

OVERHEAD DOOR TYPES
SCALE:  1/4" = 1'-0"

HM DOOR FRAME TYPES
SCALE:  3" = 1'-0"

THRESHOLD DETAILS

SCALE:  3" = 1'-0"
6

HM FRAME HEAD DETAIL (EXTERIOR)
SCALE:  3" = 1'-0"

4
HM FRAME HEAD DETAIL (INTERIOR)

SCALE:  3" = 1'-0"
3

HM FRAME JAMB DETAIL (INTERIOR)

SCALE:  3" = 1'-0"
9

HM FRAME HEAD DETAIL (EXTERIOR)

SCALE:  3" = 1'-0"
8

HM FRAME JAMB DETAIL (EXTERIOR)
SCALE:  3" = 1'-0"

10
HM FRAME JAMB/HEAD DETAIL (INTERIOR)

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 
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TYPE (MP-1)

EXTERIOR WALL
OVERHEAD COILING DOOR
HOUSING MOUNTING OR
OVERHEAD SECTION DOOR.
MOUNT TO STRUCT. PER
MANF. RECOMMENDATION

6" GALV. LGMF STUDS

RETURN MTL WALL PANEL TO HEAD
OF DOOR OPENING

SOFFIT EXTRUSION BY MTL WALL PANEL MANF.

BACKER ROD &
SEALANT
JAMB COVER
EXTRUSION BY MTL
WALL PANEL MANF.

WEEP HOLE

SEALANT,
TYP.

PANEL CLIP & FASTENER

STL ANGLE
?'X'

ALIGN

6 1/4" V.I.F.

EXTERIOR WALL TYPE (MP-1)

R
E
Q
U
IR
E
M
E
N
T
S

1
/4
" 
P
E
R
 M

A
N
F
.

GALV. STL CHANNEL
FRAME & TRACK BY
OVERHEAD DOOR MANF.

8" GALV. LGMF STUDS

OVERHEAD DOOR AS SCHEDULED

JAMB COVER TRIM BY MTL
WALL PANEL MANF.

BACKER ROD & SEALANT

PLASTIC SHIM WITH
BRAKE MTL WRAPPED
AROUND, FINISH/COLOR
SHALL MATCH MTL WALL
PANEL

COMPRESSIBLE FILLER

10" HORIZONTAL WIND
GIRT, SEE STRUCT. DWGS

COVER EXTRUSION
BY MTL WALL
PANEL MANF.

COLUMN GRID, SEE
STRUCT. DWGS

THRU FASTENER

EDGE OF MASONRY WALL BELOW

SEALANT, TYP.

OUTSIDE CORNER
RETAINER
EXTRUSION BY
MTL WALL PANEL
MANF.

7
" 
M
IN
.,
 T
Y
P
.

RETURN MTL WALL PANEL SYSTEM (MP-1) TO JAMB

OVERHEAD DOOR AS
SCHEDULED

?'X'

6 1/4" V.I.F.

EXTERIOR WALL TYPE (MV-1)

STL CHANNEL
FRAME & TRACK BY
OVERHEAD DOOR
MANF.

BACKER ROD &
SEALANT, TYP.

GROUT SOLID
8" CMU

BULLNOSE AT
EXPOSED CORNERS

COLUMN GRID,
SEE PLAN

RETURN MASONRY
VENEER BLOCK TO JAMB

VAPOR/AIR BARRIER

MASONRY TIE, TYP.

RIGID
INSULATION

R
E
Q
U
IR
E
M
E
N
T
S

1
/4
" 
P
E
R
 M

A
N
F
.

OVERHEAD DOOR AS
SCHEDULED

EXTERIOR WALL TYPE (MV-1)

STL CHANNEL FRAME & TRACK BY OVERHEAD DOOR MANF.

BACKER ROD & SEALANT, TYP.

MASONRY TIE, TYP.

R
E
Q
U
IR
E
M
E
N
T
S

1
/4
" 
P
E
R
 M

A
N
F
.

RETURN MASONRY
VENEER BLOCK TO JAMB

21 'X'

OVERHEAD COILING DOOR
HOUSING MOUNTING OR
OVERHEAD SECTION DOOR.
MOUNT TO STRUCT. PER
MANF. RECOMMENDATION

8" GALV. LGMF STUDS
ATTACHED TO STRUCT BEAM

STL BEAM & CROSS BRACING
BEYOND, SEE STRUCT. DWGS

GALV. STL CHANNEL

RETURN MTL WALL PANEL TO HEAD
OF DOOR OPENING

SOFFIT EXTRUSION
BY MTL WALL PANEL
MANF.

TYPE (MP-1)

EXTERIOR WALL

BACKER ROD &
SEALANT

JAMB COVER
EXTRUSION BY MTL
WALL PANEL MANF.

WEEP HOLE

SEALANT, TYP.

PANEL CLIP &
FASTENER

GALV. STL
ANGLE

ALIGN

SEALANT, TYP.

OUTSIDE CORNER RETAINER
EXTRUSION BY MTL WALL PANEL
MANF.

7
" 
M
IN
.,
 T
Y
P
.

GALV. STL CHANNEL
FRAME & TRACK BY
OVERHEAD DOOR MANF.

8" GALV. LGMF STUD

PLASTIC SHIM WITH
BRAKE MTL WRAPPED
AROUND, FINISH/COLOR
SHALL MATCH MTL WALL
PANEL

COMPRESSIBLE FILLER

10" HORIZONTAL WIND
GIRT, SEE STRUCT. DWGS

OVERHEAD DOOR AS
SCHEDULED

JAMB COVER TRIM BY
MTL WALL PANEL
MANF.

BACKER ROD &
SEALANT

COVER EXTRUSION BY
MTL WALL PANEL MANF.

THRU FASTENER

EDGE OF MASONRY
WALL BELOW

RETURN MTL WALL PANEL SYSTEM
(MP-1) TO JAMB

EXTERIOR WALL TYPE (MP-1)

R
E
Q
U
IR
E
M
E
N
T
S

1
/4
" 
P
E
R
 M

A
N
F
.

OVERHEAD DOOR
AS SCHEDULED

STL CHANNEL FRAME &
TRACK BY OVERHEAD DOOR
MANF.

CMU GROUT SOLID, SEE
PLANS FOR WALL TYPES

R
E
Q
U
IR
E
M
E
N
T
S

1
/4
" 
P
E
R
 M

A
N
F
.

OVERHEAD DOOR AS SCHEDULED

STL CHANNEL FRAME &
TRACK BY OVERHEAD DOOR
MANF.

MTL STUD WITH GWB ON
BOTH SIDES, SEE PLAN
FOR WALL TYPE

EDGE OF CMU BELOW

ALIGN

CORNER BEAD, TYP.

6" LGMF STUD

SHIM AS REQ'D

OVERHEAD COILING DOOR
HOUSING MOUNTING

6" GALV. LGMF STUDS & BOX BEAM

6" LGMF BOX BEAM

BACKER ROD &
SEALANT

CORNER BEAD, TYP.

BACKER ROD & SEALANT

5/8" IMPACT
RESISTANT GWB

SCALE
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Checker REPAIR FACILITY

Author 118-0167

ARC-703

DOOR DETAILS

ROCKY HILL

SCALE:  1 1/2" = 1'-0"
6

OVERHEAD DOOR HEAD DETAIL (EXT.)

SCALE:  3" = 1'-0"
2

OVERHEAD FRAME JAMB DETAIL (EXT., HIGH)

SCALE:  3" = 1'-0"
1

OVERHEAD FRAME JAMB DETAIL (EXT., LOW)

SCALE:  3" = 1'-0"
3

OVERHEAD FRAME JAMB DETAIL (EXT., LOW)
SCALE:  1 1/2" = 1'-0"

5
OVERHEAD FRAME HEAD DETAIL (EXT.)

SCALE:  3" = 1'-0"
4

OVERHEAD FRAME JAMB DETAIL (EXT., HIGH)

SCALE:  3" = 1'-0"
7

OVERHEAD FRAME JAMB DETAIL (INT., LOW)

SCALE:  3" = 1'-0"
8

OVERHEAD FRAME JAMB DETAIL (INT., HIGH)

SCALE:  1 1/2" = 1'-0"
9

OVERHEAD DOOR HEAD DETAIL (EXT.)

NO. Revision Description Date
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500 Enterprise Drive,
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TRANSULCENT INSULATED PANEL

14' - 0"

EQEQEQEQ

5
' 
- 
4
"

W2
FIXED EXTERIOR

W3
FIXED INTERIOR

W4
SLIDING INTERIOR

2" 2"

2
"3
' 
- 
0
" 2
"

2
"

W1
FIXED EXTERIOR

3

2

1

3' - 0"

2" 2"

4
"

4
' 
- 
0
"

2
"

A
.F
.F
.

3
' 
- 
4
"

A
.F
.F
.

3
' 
- 
4
"

4
' 
- 
0
"

5' - 0"

2" 2"

4
"

2
"

4

6

57

8

9

7

8

9

2
"

1 1/2"

2"

3
/4
"

1/2"

GLAZING STOP

TEMPERED
GLAZING

HM FRAME,
GROUT SOLID

BACKER ROD &
SEALANT, BOTH
SIDES TYP.

CMU WALL, SEE PLAN
FOR TYPES

COMPRESSIVE
FILLER

A
L
IG
N

4
"

1 1/2" 2"

3
/4
"

1/2"

MASONRY BOND
BEAM, SEE STRUCT.
DWGS

BACKER ROD &
SEALANT, BOTH
SIDES TYP.

HM FRAME, GROUT
SOLID

TEMPERED GLAZING

COMPRESSIBLE
FILLER

GLAZING STOP

A
L
IG
N

2"

1
 1
/2
"

2
"

3/4"

1
/2
"

CMU WALL, SEE
PLAN FOR TYPE

BACKER ROD &
SEALANT, BOTH
SIDES TYP.

HM FRAME,
GROUT SOLID

TEMPERED GLAZING

COMPRESSIBLE
FILLER

ALIGN

GLAZING STOP

MASONRY ANCHOR,
MIN. OF (3) PER
JAMB TYP.

CAVITY DRAINAGE MATERIAL

ANCHOR TOP OF MEMBRANE
FLASHING WITH CONT.
TERMINATION BAR

LAP SELF ADHERED
MEMBRANE FLASHING MIN.
4 INCHES OVER THRU-
WALL FLASHING

CMU BOND BEAM, REFER
STRUCT DWGS

PRECAST CONC. LINTEL

THRU-WALL FLASHING AT
WINDOW HEADS, TYP.

LOOSE STEEL LINTEL, REFER
STRUCTURAL DRAWINGS

SNAP TRIM BY WINDOW MANF.

EXTERIOR WALL TYPE MV-1

BACKER ROD & SEALANT, TYP.

ALUM. WINDOW SYSTEM

2 1/2"

4" 2 3/4"

TRANSLUCENT INSUL. PANEL

2
"

1/2"

TEMPERED
GLAZING

HM FRAME,
GROUT SOLID

BACKER ROD &
SEALANT, BOTH
SIDES TYP.

CMU WALL, SEE PLAN
FOR TYPES

ALUM. SLIDING
GLAZING SYSTEM

A
L
IG
N

2"

1
/2
"

CMU WALL, SEE
PLAN FOR TYPE

BACKER ROD &
SEALANT, BOTH
SIDES TYP.

HM FRAME,
GROUT SOLID

ALIGN

MASONRY ANCHOR,
MIN. OF (3) PER
JAMB TYP.

ALUM. SLIDING
GLAZING SYSTEM

TEMPERED GLAZING

4
"

1/2"

MASONRY BOND
BEAM, SEE STRUCT.
DWGS

BACKER ROD &
SEALANT, BOTH
SIDES TYP.

HM FRAME, GROUT
SOLID

A
L
IG
N

ALUM. SLIDING
GLAZING SYSTEM

TEMPERED GLAZING

PT WD BLOCKING

PRECAST SILL BELOW

INTERIOR STOOL BELOW,
BY WINDOW MANF.

ALUM. WINDOW SYSTEM

BACKER ROD & SEALANT, TYP.

PT WOOD SHIM

T
Y
P
E
 (
M
V
-1
)

E
X
T
E
R
IO

R
 W

A
L
L

2
 1
/2
"

4
"

2
 3
/4
"

SNAP TRIM BY WINDOW MANF.

ALUM WINDOW SYSTEM

BACKER ROD &
SEALANT, TYP.

CONT. ALUM. WINDOW
ANCHOR BY MFG

CHAMFTER EDGE
PRECAST CONC.SILL

ALUM. INTERIOR STOOL TRIM BY WINDOW MANF.

AIR AND VAPOR BARRIER
MEMBRANE RETURNS AT
SILL, 6" MIN.

EXTERIOR WALL TYPE MV-1

PT WD BLOCKING

2 1/2" 4"

1
 3
/4
"

TRANSLUCENT INSULATED PANEL

EQ. EQ. EQ.

12' - 8"

2
"

2
"

2
"

5
' 
- 
4
"

3
' 
- 
0
"

2
 1
/4
" 
M
IN

LOUVER

PT WOOD
BLOCKING

MTL SILL TRIM

FASTENER AND
SEALANT

LOUVER

SEALANT AND
BACKER ROD

HEAD FLASING

CONNECTION
EXTRUSION BY
PANEL MFR

SEALANT

6" GALV. MET'
STUD AT 16" O.C.

PT WOOD BLOCK

6" GALV. MTL STUD

LOUVER SILL BELOW

BACKER ROD &
SEALANT

PT WOOD SHIM

LOUVER

SEALANT

MTL CLOSURE TRIM

MTL PANEL FASTENER
SYSTEM PER MNFR REQ'S

SEALANT & BACKER ROD

ALIGN

SCALE
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DGT REPAIR FACILITY

HRM 118-0167

ARC-704
WINDOW ELEVATION &

DETAILS

ROCKY HILL

NO. Revision Description Date

SCALE:  1/4" = 1'-0"

WINDOW TYPES

SCALE:  3" = 1'-0"
1

SILL DETAIL
SCALE:  3" = 1'-0"

2
HEAD DETAIL

SCALE:  3" = 1'-0"
3

JAMB DETAIL

SCALE:  3" = 1'-0"
7

HEAD DETAIL

SCALE:  3" = 1'-0"
4

SILL DETAIL

SCALE:  3" = 1'-0"
6

JAMB DETAIL

SCALE:  3" = 1'-0"
5

HEAD DETAIL

SCALE:  3" = 1'-0"
9

JAMB DETAIL

SCALE:  3" = 1'-0"
8

SILL DETAIL

SCALE:  3" = 1'-0"
10

LOUVER SILL

SCALE:  3" = 1'-0"
11

LOUVER HEAD

SCALE:  3" = 1'-0"
12

DOOR - LOUVER JAMB

NOTE:  REFER TO MECH. DWG
MEC-701 FOR LOUVER SCHEDULE

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 
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CONTINUOUS SLOPED METAL TOP

CMU WALL, SEE PLAN
FOR PARTITION TYPE

METAL SHELF W/COAT HOOKS

METAL SINGLE TIERED LOCKER

PROVIDE ADDITIONAL METAL
SHELF AT LOCKER TYPE L01 (ADA)
AT 15" A.F.F., MINIMUM

WOOD BLOCKING & SHIM
AS REQUIRED

COVED WALL BASE AS
SCHEDULED

FINISHED FLOOR
SURFACE AS SCHEDULED

CONCRETE SLAB, SEE
STRUCTURAL DWGS.

(1
) 

C
O

U
R

S
E

8
" 

N
O

M
.

METAL FILLER BY LOCKER MANUFACTURER. TYP.

8" GALV. MTL STUDS

GROUTED CMU BASE, REINFORCED
AND DOWELED INTO SLAB

ALIGN

1' - 0"

1
 1
/2
" 
M
IN
.

NOTE: BENCH CORNERS
TO BE ROUNDED

HEAVY DUTY
PEDESTAL WITH CAST
BASE. PEDESTAL TO
BE ANCHORED TO THE
FLOOR. PROVIDE (2)
PEDESTALS PER
BENCH.

SOLID WOOD TOP

1
'-
6
" 
A
.F
.F
.

SECURE TO FLOOR
WITH CONCEALED
ANCHOR BOLTS

CONTINUOUS SLOPED METAL TOP

METAL SHELF W/COAT HOOKS

METAL SINGLE TIERED LOCKER

PROVIDE ADDITIONAL METAL
SHELF AT LOCKER TYPE L01 (ADA)
AT 15" A.F.F., MINIMUM

COVED WALL BASE AS
SCHEDULED

FINISHED FLOOR
SURFACE AS SCHEDULED

CONCRETE SLAB, SEE
STRUCTURAL DWGS.

METAL FILLER BY LOCKER MANUFACTURER. TYP.

GROUTED CMU BASE,
REINFORCED AND DOWELED
INTO SLAB

(1
) 
C
O
U
R
S
E

8
" 
N
O
M
.

ALIGN

1' - 1"

(3) 3/4" HIGH PRESSURE P.LAM
FACED PLYWOOD ADJUSTABLE
SHELVES.

HEAVY DUTY BRACKETS AND
STANDARDS

1
' 
- 
6
"

1
' 
- 
6
"

HIGH PRESSURE P.LAM
COUNTERTOP WITH 4"
P.LAM BACKSPLASH

PROVIDE GROMMETS IN COUNTERTOP

COUNTERTOP SUPPORT BRACKET BEYOND

HIGH
PRESSURE
3/4" P.LAM
FACED
PLYWD

2
' 
- 
6
"

1
' 
- 
6
"

4
"

30"

1
 1
/2
" 
L
IP

1
 1
/2
"

WD BLOCKING

RETURN P.LAM
ON FRONT FACE

1 1/2" HIGH
PRESSURE P.LAM
COUNTERTOP WITH 4"
P.LAM BACKSPLASH

SOLID WOOD BASE
CABINET

SOLID WOOD
WALL CABINET

ADJUSTABLE SHELF

WALL BASE, AS
SCHEDULED

WOOD BLOCKING AS
REQ'D

ADJUSTABLE SHELF

1' - 1"

3"

4
"

STAINLESS STEEL WIRE
PULLS, ADA COMPLIANT

STAINLESS STEEL WIRE
PULL, ADA COMPLIANT

25"_

6
"

4
"

4
' 
- 
6
"

FIXED SHELF

ADJUSTABLE SHELF

1
' 
- 
6
"

3
' 
- 
0
"

9
' 
- 
0
"

1 1/2" HIGH PRESSURE
P.LAM COUNTERTOP
WITH 4" P.LAM
BACKSPLASH

SOLID WOOD WALL
CABINET

WALL BASE, AS
SCHEDULED

WOOD BLOCKING AS
REQ'D

SOLID WOOD
REMOVABLE KNEE
PANEL

1' - 1"

ST STL SINK, SEE
PLUMB. DWGS.

STAINLESS STEEL WIRE
PULL, ADA COMPLIANT

25"_

4
"

(2) ADJUSTABLE SHELFS

2
' 
- 
6
"

3
' 
- 
0
"

SOLID WOOD
SKIRT

3
' 
- 
6
"

9
' 
- 
0
"

NOTE: SINK AND COUNTERTOP SHALL BE ADJUSTABLE
FOR FUTURE ADA MODICIATIONS. PROVIDE FINISHED
COUNTERTOP EDGES.

A
C
C
E
S
S
IB
L
E
 R
E
Q
U
IR
E
M
E
N
T
S

3
4
" 
M
A
X
 H
E
IG

H
T
 P
E
R

PROVIDE 'WALL' MOUNT
BRACKET BY HOSE REEL MANF.
MOUNT REELS ON HORIZONTAL
STEEL BEAM OR CMU WALL,
SEE MECH. DWGS FOR APPROX.
LOCATIONS

PROVIDE 1/4" THICK,
BY 24" HIGH BENT
STEEL BUMPER AT
EXPOSED MECH PIPING
AT 30" A.F.F. SEE
MECH DWGS FOR
PIPING SIZE.

(2) EXPANSION BOLTS
ON EACH FLANGE

FLANGES SHALL BE A
MIN. OF 4" WIDE

WITH PIPING REQUIREMENTS

COORD. DEPTH & WIDTH

SCALE
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INTERIOR DETAILS

ROCKY HILL

NO. Revision Description Date

SCALE:  1 1/2" = 1'-0"
1

LOCKER DETAIL
SCALE:  1 1/2" = 1'-0"

3
WOODEN BENCH DETAIL, TYP.

SCALE:  1 1/2" = 1'-0"
2

LOCKER DETAIL

SCALE:  1" = 1'-0"
4

COUNTERTOP & SHELVING DETAIL

SCALE:  1" = 1'-0"
6

CASEWORK DETAIL
SCALE:  1" = 1'-0"

7
CASEWORK DETAIL

SCALE:
5

HOSE REEL MOUNTING DETAIL
SCALE:

8
MECH PIPING BUMPER

NTSNTS

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 

06.49



F

UP

REPAIR BAYS
28

LUBE BAYS
25

LUBRICANT

STORAGE /

COMPRESSOR

24
WASH BAY

23

STORES

STOCKROOM
22

STORES

MATERIAL

MANAGEMENT
20

STORES STOCK

ROOM

SUPERVISOR
21

MACHINE

SHOP
31

AERIAL

BUCKET BAYS
32

PAINT BAYS
36PARTS

WASHER
34

WELD SHOP
30

EQUIPMENT

INSPECTION /

CNG

INSPECTION

26

BREAK ROOM
07

CONFERENCE

ROOM
05

MACHINE

SHOP CREW

LEADER &

CLERK OFFICE

04

MACHINE

SHOP

SUPERVISIOR
03VEST

01

JANITOR
06

MENS ROOM
12

REPAIR CREW

LEADER &

SUPERVISOR

OFFICE
16

GARAGE

SUPERVISOR
15

EQUIPMENT

GENERAL

SUPERVISOR
14

EQUIPMENT

INSPECTION

AND

IN-SERVICE

OFFICE
17

MEDIA

STORAGE

ROOM
18

VEST
11

MECHANICAL

ROOM
10 PAINT

REMOVAL

BOOTH

37

PAINT SPRAY

BOOTH
38

PAINT MIX

ROOM
39

TOOL CRIB

WITH NO

CHARGE AREA

29

TOOL CRIB
27

FIRE PUMP

ROOM

40

26A
H

24A
H

23A
H

25A
H

22A
H

21A
H

20A
H

30A
H

32A
H

33A
H

34A
H

31A
H

16A
H

15A
H

18A
H

02A
J

36A
H

35A
H

04A
H

06A
H

04A
H

31A
H

12A
A

13A
B

14A
H

18A
H

17A
H

15A
H

14A
H

13A
B

22A
H

WOMENS

ROOM
13

12A
A

17A
H

10A
H

07A
H

40A
H

08A
H

05A
H

03A
H

COMM ROOM
08

ELECTRICAL

ROOM
09

WELD /

FABRICATION

SHOP
33

PAINT

EQUIPMENT

ROOM
35

28B
E

28B
E

28B
E

22B
E

25D
F

30B
F

33B
F

34B
F

31C
F

36C
G

36C
G

36B
D

33C
D

32D
D

32A
H

30D
D

HALL
02

LOCKER/SHOWER
13A

31D
D

01A
C

13AA
H

22D
D

11A
C

28E
D

25C
D

26B
D

25B
G

25B
G

24B
G

23B
G 22C

G

24B
G

22C
G 22C

G

22C
G

02B
G 02B

G

10B
G

40C
G

02B
G

09A
G

33D
G

33D
G

32B
G

32B
G

33D
G

31B
G

31B
G

28C
G

31B
G

30C
G

28C
G

10A
H

25E
J

25D
J

02A
J

02A
J

02B
G

02A
J

05B
J

40B
J

22E
J

16B
J

28F
H

23C
J

23B
J

26C
G

26C
G

26D
J

28A
H

28A
H

28C
G28C

G

28D
J

28D
J

28C
G

28D
J

28C
G

28D
J

32C
F

30C
G

30E
J

ABOVE AT
EQUIPMENT
PLATFORM DOOR

31B
G

31E
J

31E
J

32E
J

33E
J

36C
G

36D
J

35B
G

01

8
' 
- 
0
"

EX-01

NOTE: ALL EXTERIOR DOORS SHALL RECIEVE A
PAINTED STENCILED SIGN.  REFER TO DWG ARC-701
DOOR SCHEDULE FOR THE SIGN NO.'S COPY.

AT OVERHEAD DOORS, PAINT
6" STENCILED SIGN NO. TO THE
RIGHT OF JAMB

AT HM DOORS, PAINT 1"
STENCILED SIGN NO. IN UPPER
CORNER OF DOOR PANEL

6"

6
0
" 
A
.F
.F
.

SIGN TO BE MOUNTED ADJACENT TO THE
LATCH SIDE OF THE DOOR. IF SPACE
DOES NOT ALLOW MOUNT TO THE
NEAREST ADJACENT WALL

SCALE

CHECKED BY:

PROJECT TITLEDESIGNER/DRAFTER PROJECT NO.

DRAWING NO.

SHEET NO.

TOWN

DRAWING TITLE

THE INFORMATION, INCLUDING ESTIMATED
QUANTITIES OF WORK, SHOWN ON THESE
SHEETS IS BASED ON LIMITED
INVESTIGATIONS BY THE STATE AND IS
IN NO WAY WARRANTED TO INDICATE
THE CONDITIONS OF ACTUAL QUANTITIES
OF WORK WHICH WILL BE REQUIRED.

File Name:Plotted:

STATE OF CONNECTICUT

DEPARTMENT OF TRANSPORTATION

SIGNATURE/BLOCK:

As indicated
C:\Users\HMarshall\Documents\ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall.rvt10/21/2014 3:19:01 PM

DGT REPAIR FACILITY

HRM 118-0167

ARC-901

SIGNAGE PLAN & DETAILS
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SCALE:  3/64" = 1'-0"
1

SIGNAGE PLAN

SCALE:  1/4" = 1'-0"

EXTERIOR SIGNAGE INSTALLATION DIAGRAM
SCALE:  1/4" = 1'-0"
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MEN

8
"

3
/4
"

3
/4
"

3
"

5
"

1
/2
"

1/2"

A

6"

WOMEN

8
"

3
/4
"

3
/4
"

3
"

5
"

1
/2
"

1/2"

B

6"

THIS IS A
SMOKE
FREE

BUILDING

1
/2
"

1/2"

C

6"

BRAILLEBRAILLE BRAILLE

4
"

1
/2
"

1/2"

D

SMOKING
NO

BRAILLE

SHOWER AND

E

EYE WASH
BRAILLE

EMERGENCY

F

EYE/FACE

BRAILLE

FIRE

G

EXTINGUISHER

BRAILLE

4
"

1
/2
"

1/2"

H

6"

PAINT BAY

BRAILLE

EMERGENCY

1
" 1
"

4
"

1
/2
"

6"

1/2"

4
"

6"

4
"

6"

4
"

1
/2
"

1/2"1/2"

1
/2
"

6
"

6"

1
"

1
"

WASH

1
"

1
"

1
/2
"

1/2"

J

6"

ACCESSIBLE
EXIT

BRAILLE

1
"6
"
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SIGNAGE SCHEDULE &

TYPES
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INTERIOR SIGNAGE SCHEDULE

SIGN

NO.

SIGN

TYPE ROOM NAME COPY

QUANTITIES

(SEE PLAN)

33A H WELD / FABRICATION SHOP "WELD / FABRICATION SHOP" 1

33B F WELD / FABRICATION SHOP "EMERGENCY EYE/FACE WASH" 1

33C D WELD / FABRICATION SHOP "NO SMOKING" 1

33D G WELD / FABRICATION SHOP "FIRE EXTINGUISHER" 3

33E J WELD / FABRICATION SHOP "ACCESSIBLE EXIT" 1

34A H PARTS WASHER "PARTS WASHER" 1

34B F PARTS WASHER "EMERGENCY EYE/FACE WASH" 1

35A H PAINT EQUIPMENT ROOM PAINT EQUIPMENT ROOM" 1

35B G PAINT EQUIPMENT ROOM "FIRE EXTINGUISHER" 1

36A H PAINT BAYS "PAINT BAYS" 1

36B D PAINT BAYS "NO SMOKING" 1

36C G PAINT BAYS "FIRE EXTINGUISHER" 3

36D J PAINT BAYS "ACCESSIBLE EXIT" 1

40A H FIRE PUMP ROOM "FIRE PUMP ROOM" 1

40B J FIRE PUMP ROOM "ACCESSIBLE EXIT" 1

40C G FIRE PUMP ROOM "FIRE EXTINGUISHER" 1

INTERIOR SIGNAGE SCHEDULE

SIGN

NO.

SIGN

TYPE ROOM NAME COPY

QUANTITIES

(SEE PLAN)

01A C VEST "THIS BUILDING IS SMOKE FREE" 1

02A J HALL "ACCESSIBLE EXIT" 4

02B G HALL "FIRE EXTINGUSHER" 4

03A H MACHINE SHOP SUPERVISIOR "MACHINE SHOP SUPERVISOR" 1

04A H MACHINE SHOP CREW LEADER & CLERK OFFICE "MACHINE SHOP CREW LEADER & CLERK OFFICE" 2

05A H CONFERENCE ROOM "CONFERENCE ROOM" 1

05B J CONFERENCE ROOM "ACCESSIBLE EXIT" 1

06A H JANITOR "JANITOR" 1

07A H BREAK ROOM "BREAK ROOM" 1

08A H COMM ROOM "COMM ROOM" 1

09A G ELECTRICAL ROOM "FIRE EXTINGUISHER" 1

10A H MECHANICAL ROOM "MECHANICAL ROOM" 2

10B G MECHANICAL ROOM "FIRE EXTINGUISHER" 1

11A C VEST "THIS BUILDING IS SMOKE FREE" 1

12A A MENS ROOM "MEN" 2

13A B WOMENS ROOM "WOMEN" 2

13AA H WOMENS ROOM "LOCKER / SHOWER" 1

14A H EQUIPMENT GENERAL SUPERVISOR "EQUIPMENT GENERAL SUPERVISOR" 2

15A H GARAGE SUPERVISOR "GARAGE SUPERVISOR" 2

16A H REPAIR CREW LEADER & SUPERVISOR OFFICE "REPAIR CREW LEADER & SUPERVISOR OFFICE" 1

16B J REPAIR CREW LEADER & SUPERVISOR OFFICE "REPAIR CREW LEADER & SUPERVISOR OFFICE" 1

17A H EQUIPMENT INSPECTION AND IN-SERVICE OFFICE "EQUIPMENT INSPECTION AND IN-SERVICE OFFICE" 2

18A H MEDIA STORAGE ROOM "MEDIA STORAGE ROOM" 2

20A H STORES MATERIAL MANAGEMENT "STORES MATERIAL MANAGEMENT" 1

21A H STORES STOCK ROOM SUPERVISOR "STORES STOCK ROOM SUPERVISOR" 1

22A H STORES STOCKROOM "STORES STOCKROOM" 2

22B E STORES STOCKROOM "EMERGENCY SHOWER & EYE WASH" 1

22C G STORES STOCKROOM "FIRE EXTINGUISHER" 4

22D D STORES STOCKROOM "NO SMOKING" 1

22E J STORES STOCKROOM "ACCESSIBLE EXIT" 1

23A H WASH BAY "WASH BAY" 1

23B G WASH BAY "FIRE EXTINGUISHER" 1

23B J LUBRICANT STORAGE / COMPRESSOR "ACCESSIBLE EXIT" 1

23C J WASH BAY "ACCESSIBLE EXIT" 1

24A H LUBRICANT STORAGE / COMPRESSOR "LUBRICANT STORAGE / COMPRESSOR" 1

24B G LUBRICANT STORAGE / COMPRESSOR "FIRE EXTINGUISHER" 2

25A H LUBE BAYS "LUBE BAYS" 1

25B G LUBE BAYS "FIRE EXTINGUISHER" 2

25B F EQUIPMENT INSPECTION / CNG INSPECTION "EMERGENCY EYE/FACE WASH" 1

25C D LUBE BAYS "NO SMOKING" 1

25D F LUBE BAYS "EMERGENCY EYE/FACE WASH" 1

25D J REPAIR BAYS "ACCESSIBLE EXIT" 1

25E J LUBE BAYS "ACCESSIBLE EXIT" 1

26A H EQUIPMENT INSPECTION / CNG INSPECTION "EQUIPMENT INSPECTION / CNG INSPECTION" 1

26B D EQUIPMENT INSPECTION / CNG INSPECTION "NO SMOKING" 1

26C G EQUIPMENT INSPECTION / CNG INSPECTION "FIRE EXTINGUISHER" 2

26D J EQUIPMENT INSPECTION / CNG INSPECTION "ACCESSIBLE EXIT" 1

28A H REPAIR BAYS "REPAIR BAYS" 2

28B E REPAIR BAYS "EMERGENCY SHOWER & EYE WASH" 3

28C G REPAIR BAYS "FIRE EXTINGUISHER" 6

28D J REPAIR BAYS "ACCESSIBLE EXIT" 4

28E D REPAIR BAYS "NO SMOKING" 1

28F H REPAIR BAYS "MAX. 10 OCCUPANTS" 1

30A H WELD SHOP "WELD SHOP" 1

30B F WELD SHOP "EMERGENCY EYE/FACE WASH" 1

30C G WELD SHOP "FIRE EXTINGUISHER" 2

30D D WELD SHOP "NO SMOKING" 1

30E J WELD SHOP "ACCESSIBLE EXIT" 1

31A H MACHINE SHOP "MACHINE SHOP" 2

31B G MACHINE SHOP "FIRE EXTINGUISHER" 4

31C F MACHINE SHOP "EMERGENCY EYE/FACE WASH" 1

31D D MACHINE SHOP "NO SMOKING" 1

31E J MACHINE SHOP "ACCESSIBLE EXIT" 2

32A H AERIAL BUCKET BAYS "AERIAL BUCKET BAYS" 2

32B G AERIAL BUCKET BAYS "FIRE EXTINGUISHER" 2

32C F AERIAL BUCKET BAYS "EMERGENCY EYE/FACE WASH" 1

32D D AERIAL BUCKET BAYS "NO SMOKING" 1

32E J AERIAL BUCKET BAYS "ACCESSIBLE EXIT" 1
SCALE:  3" = 1'-0"

1
SIGN TYPES

NO. Revision Description Date
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COLD STORAGE

C101

45'

45'

EXIT

EXIT

F
E

FE

TRAVEL DISTANCE

TRAVEL DISTANCE IN FEET

FIRE EXTINGUISHER

SURFACE MOUNTED

FIRE RATING LEGEND:

FE

##
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REVIEW SHEET
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SCALE:  1/8" = 1'-0"
1

CODE ANALYSIS PLAN

THE PROJECT HAS BEEN EVALUATED FOR CONFORMANCE

WITH THE FOLLOWING CODES AND STANDARDS:

* CONNECTICUT STATE BUILDING CODE, 2005

CONNECTICUT SUPPLEMENT AND 2009 AMENDMENT

* 2003 INTERNATIONAL BUILDING CODE

* ICC/ANSI A117.1 - 2003 ACCESSIBLE AND USABLE

BUILDINGS AND FACILITIES

* 2003 INTERNATIONAL MECHANICAL CODE

* 2003 INTERNATIONAL PLUMBING CODE

* 2006 INTERNATIONAL ENERGY CONSERVATION CODE

(NEW EDITION ADOPTED WITH CHANGES - EFFECTIVE

AUGUST 1, 2011)

* 2009 INTERNATIONAL ENERGY CONSERVATION CODE

WITH CONNECTICUT AMENDMENTS (EFFECTIVE

OCTOBER 7,2011)

* 2005 NATIONAL ELECTRICAL CODE (NFPA-70)

NOTE:HEIGHT AND AREA LIMITATIONSMEANS OF EGRESS:

FLOOR

OCCUPANCY

STORAGE

OCCUPANT

LOAD

9

REQUIRED

EXITS

2

PROVIDED

EXITS

2

EXIT

CAPACITY

(PERSONS)

480

THE CALCULATED OCCUPANT LOAD FOR THE PROPOSED FLOOR

PLAN, THE CORRESPONDING NUMBER OF EXITS AND THE

PROVIDED EGRESS CAPACITY ARE SUMMARIZED BELOW

(IBC 2003, TABLE 1004.1.1, SECTION 1005.1, TABLE 1015.1

AND TABLE 1018.1)

MAXIMUM EXIT ACCESS TRAVEL DISTANCE NOT TO EXCEED 250

FT PER TABLE 1015.1

MAXIMUM DEAD END CORRIDOR LENGTH MUST BE <20 FEET

(IBC 2003 1016.3)

IN OCCUPANCIES IN GROUP B WHERE THE BUILDING IS

FULLY SPRINKLERED THE LENGTH OF DEAD END CORRIDOR

SHALL NOT EXCEED 50 FEET.

ACCESSORY USE AREA:

STORAGE GROUP S-1 MODERATE STORAGE

OCCUPANCY CLASSIFICATION:

CODE REFERENCE

TABLE 503

SECTION 504.2:

AUTOMATIC SPRINKLER

SYSTEM INCREASE

SECTION 505.2:

INDUSTRIAL EQUIPMENT

PLATFORM

SECTION 506.2:

FRONTAGE INCREASE

(% OPEN) 150% ALLOWED

AREA INCREASE FROM TABLE

503 (EQUATION 5-2)*

SECTION 506.3:

SPRINKLER AREA INCREASE

SINGLE STORY BLDG = 300

ALLOWED AREA PER TABLE 503

TOTAL ALLOWED

ACTUAL HEIGHT AND AREA

HEIGHT

3-STORY

(55 FEET)

1-STORY

(20 FEET)

-

-

-

3-STORY

(55 FEET)

1-STORY

(40 FEET)

AREA

17,500 SF

-

-

-

-

17,500 SF

2,500 SF

NOTES:

* PER SECTION 506.1 WIDTH LIMIT, 'W'

MUST BE AT LEAST 20 FT AND THE

QUANTITY 'W' DIVIDED BY 30 SHALL NOT

EXCEED 1.0.  EXCEPTION: THE QUANTITY

'W' DIVIDED BY 30 SHALL BE PERMITTED

NOT TO EXCEED 2.0 WHEN ALL OF THE

FOLLOWING CONDITIONS EXIST:

1.  THE BUILDING IS PERMITTED TO

    BE UNLIMITED BY SECTION 507

2.  THE ONLY PROVISION

    PREVENTING

    UNLIMITED AREA IS COMPLIANCE

    WITH THE 60 FOOT PUBLIC WAY

    OR YARD REQUIREMENT, AS

    APPLICABLE.

CONSTRUCTION TYPE: TYPE IIB

(NONCOMBUSTIBLE, UNPROTECTED)

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 
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ARC-CS3 2

ARC-CS3

ARC-CS3

ARC-CS3
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1234
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3
5
' 
- 
0
"

1
' 
- 
7
"

1
5
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1
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1
5
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1
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"

1
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- 
7
"

6
' 
- 
3
"

1

ARC-CS4

2

ARC-CS4

1' - 7"

70' - 0"

C101C

C101A

C101B

8' - 0"

COLD STORAGE

C101

BOLLARDS, TYP.

OF (2), SEE CIVIL

DWGS

DOWNSPOUT, SEE

CIVIL TYP. OF (4)

S10 S10 S10 S10 S10

S10

S10

S10

S9 S9 S9 S9 S10

S10

ARC-CS3 2

ARC-CS3

ARC-CS3

ARC-CS3

3

4

1

1234

A

B

C

1

ARC-CS4

2

ARC-CS4

GUTTER

GUTTER

S
L
O
P
E

S
L
O
P
E

RIDGE CAP,

SEE DETAIL

PRE-MANUF. STANDING SEAM

MTL ROOF PANEL SYSTEM BY

BUILDING MFR

INTERIOR RIDGE TRIM WITH

FIBERGLASS INSULATION BY

BUILDING MFR.

RIDGE COVER

INSULATED STANDING SEAM

METAL ROOF PANEL SYSTEM

BY BUILDING MFR.

FACTORY PUNCHED

TRUSS PURLIN BY BUILDING

MFR.

CLOSURE & PANEL

STRAP

CL
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COLD STORAGE FLOOR PLAN

& ROOF PLAN

ROCKY HILL

SCALE:  1/8" = 1'-0"
1

FLOOR PLAN
SCALE:  1/8" = 1'-0"

2
ROOF PLAN

A B

C

KEY PLAN

D

E
F

G

N

CS

0 8 16 24

NO. Revision Description Date

SCALE:  1 1/2" = 1'-0"
3

RIDGE DETAIL

NOTES: 1. REFER TO SHEET ARC-CS4 FOR EQUIPMENT SCHEDULE.
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GROUND LEVEL
0"

ROOF LEVEL
20' - 0"

1 2 3 4

1

ARC-CS4

DOWNSPOUT

EXTERIOR LIGHT

FIXTURE, SEE ELEC.

DWGS, TYP.

2
0
' 
- 
0
"

DOWNSPOUT

4
' 
- 
0
"

INSULATED METAL WALL

PANEL SYSTEM BY

BUILDING MFR.

CAST-IN-PLACE CONCRETE

FOUNDATION WALL, SEE

STRUCT. DWGS

INSULATED METAL ROOF

PANEL SYSTEM BY

BUILDING MFR.

GROUND LEVEL
0"

ROOF LEVEL
20' - 0"

ABC

2

ARC-CS4

INSULATED METAL WALL

PANEL SYSTEM BY

BUILDING MFR.

2
0
' 
- 
0
"

EXTERIOR LIGHT FIXTURE,

SEE ELEC. DWGS, TYP.

1" 

1'-0"

CAST-IN-PLACE

CONCRETE FOUNDATION

WALL, SEE STRUCT.

DWGS

4
' 
- 
0
"

INSULATED METAL ROOF

PANEL SYSTEM BY

BUILDING MFR.

GROUND LEVEL
0"

ROOF LEVEL
20' - 0"

1234

1

ARC-CS4

DOWNSPOUT

DOWNSPOUT

CAST-IN-PLACE

CONCRETE

FOUNDATION WALL,

SEE STRUCT. DWGS

INSULATED METAL WALL

PANEL SYSTEM BY

BUILDING MFR.

2
0
' 
- 
0
"

4
' 
- 
0
"

INSULATED METAL ROOF

PANEL SYSTEM BY

BUILDING MFR.

GROUND LEVEL
0"

ROOF LEVEL
20' - 0"

A B C

2

ARC-CS4

CAST-IN-PLACE

CONCRETE

FOUNDATION WALL,

SEE STRUCT. DWGS

1" 

1'-0"

2
0
' 
- 
0
"

4
' 
- 
0
"

INSULATED METAL WALL

PANEL SYSTEM BY

BUILDING MFR.

1" 

1'-0"

INSULATED METAL ROOF

PANEL SYSTEM BY

BUILDING MFR.
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COLD STORAGE EXTERIOR

ELEVATIONS

ROCKY HILL

NO. Revision Description Date

SCALE:  1/8" = 1'-0"
1

EAST ELEVATION
SCALE:  1/8" = 1'-0"

2
NORTH ELEVATION

SCALE:  1/8" = 1'-0"
3

WEST ELEVATION
SCALE:  1/8" = 1'-0"

4
SOUTH ELEVATION

A B

C

KEY PLAN

D
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G

N

CS
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GROUND LEVEL
0"

ROOF LEVEL
20' - 0"

ABC

2

ARC-CS4 ARC-CS4

3

2
0
' 
- 
0
"

4
' 
- 
0
"

COLD STORAGE

C101

GROUND LEVEL
0"

ROOF LEVEL
20' - 0"

1234

1

ARC-CS4

2
0
' 
- 
0
"

4
' 
- 
0
"

COLD STORAGE

C101

A

GROUND LEVEL

0"

ROOF LEVEL

20'-0"

SIDEWALL GIRT

(SHOWN), GIRT

SPACING VARIES AS

PER EAVE HEIGHT,

WIND AND LOAD

CRITERIA AND WALL

PANEL TYPE

INSULATED

METAL PANEL

WALL AND ROOF

SYSTEM BY

BUILDING MFR.

ARC-CS4

5

ARC-CS4

4

COLUMN BEYOND

GALVANIZED ANGLE BY

BUILDING MFR.

CONTINUOUS SEALANT

CONCRETE FOUNDATION

WALL, SEE STRUCTURAL

DRAWINGS

CONTINUOUS

ALUMINUM CLIP BY

BUILDING MFR.

TO. FOUNDATION

4' - 0"

INSULATED METAL ROOF PANEL

SYSTEM BY BUILDING MFR.

ROOF PURLIN FOR PANEL

SUPPORT BY BUILDING MFR.

EAVE STRUT BY

BUILDING MFR.

EAVE CLOSURE BY

BUILDING MFR.

CONTOUR GUTTER OR

EAVE TRIM

INSULATED METAL WALL

PANEL BY BUILDING MFR.
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ARC-CS4
COLD STORAGE BUILDING

SECTIONS & DETAILS

ROCKY HILL

SCALE:  1/8" = 1'-0"
1

BUILDING SECTION
SCALE:  1/8" = 1'-0"

2
BUILDING SECTION

NO. Revision Description Date

A B

C

KEY PLAN

D

E
F

G

N

CS

0 8 16 24
SCALE:  1/4" = 1'-0"

3
WALL SECTION

SCALE:  1 1/2" = 1'-0"
4

ENLARGED WALL DETAIL
SCALE:  1 1/2" = 1'-0"

5
ENLARGED WALL DETAIL
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AS SCHEDULED

F

FLUSH

OS

OVERHEAD

SECTIONAL

A
S
 S
C
H
E
D
U
L
E
D

AS SCHEDULED

A
S
 S
C
H
E
D
U
L
E
D

VISION PANELS

3' - 4"

2"

7
' 
- 
2
"

2
"

1

HOLLOW METAL

DOOR FRAME

INSUL. MTL WALL PANEL

BY BUILDING MFR

STL GIRTS
3"

3
/4
"

1 1/2"
2"

6"

MTL HEADER TRIM BY

BUILDING MFR.

BACKER ROD & SEALANT,

TYP.

PTD. HM FRAME

DOOR AS SCHEDULED

EXTERIOR SIDE

9 1/2"

INT. EXT.

T1

SEALED CONC. / EXTERIOR

ADA COMPLAINT

ALUMINUM THRESHOLD

SET IN FULL BED OF

MASTIC

DOOR AS SCHEDULED

WEATHER STRIPPING

GASKETING

SEALED CONCRETE

AS SCHEDULE

M
A
X
.

1
/2
"

3/4"

1
 1
/2
"

2
"

6
"

CONC.

FOUNDATION WALL

BELOW

STL. GIRT

PAINTED HM FRAME

DOOR AS

SCHEDULED

ANCHORS, MIN. 3 PER

JAMB

BACKER ROD & SEALANT,

TYP.

MTL JAMB TRIM BY

BUILDING MFR.EXTERIOR SIDE

9
 7
/8
"

3
"

GASKET

BUTYL SEALANT

URETHANE SEALANT
VAPOR SEALANT

SEALANT TAPE

3/4"

1
 1
/2
"

2
"

6
"

CONC. FOUNDATION WALL,

SEE STRUCT. DWGS

PAINTED HM FRAME

DOOR AS SCHEDULED

ANCHORS, MIN. 3 PER

JAMB

BACKER ROD & SEALANT,

TYP.

EXTERIOR SIDE

EDGE OF INSUL. MTL.

WALL PANEL ABOVE

GROUT SOLID

ALIGN

GALV. ANGLE AND

ANCHOR BY DOOR MFR.

INTERIOR FACE OF CONC.

WALL

8
"

8"

4"

4"

1' - 0"

WEATHER STRIP

ALL AROUND

CONC SEALANT

FACE OF MTL.

PANEL ABOVE

CONC.

FOUNDATION

WALL

WEATHER STRIP

ALL AROUND

GALV. ANGLE

AND ANCHOR BY

DOOR MFR.

CONC.

FOUNDATION WALL

BELOW

STL. GIRT

DOOR AS

SCHEDULED

INSULATED MTL.

WALL PANEL

STL. GIRT

WRAP INSUL. MTL.

PANEL INTO DOOR

OPENING TYP. ALL

AROUND

INSULATED MTL.

WALL PANEL

8" 4"

MTL FLASHING

1
' 
- 
0
"

OVERHEAD DOOR

AND TRACK

ROOM FINISH SCHEDULE LEGEND:

FLOORS:

SCONC SEALED CONCRETE

ROOM FINISH SCHEDULE GENERAL NOTES:

1. PAINT ALL EXPOSED TO VIEW STRUCTURAL STEEL

INCLUDING (BUT NOT LIMITED TO) COLUMNS, BEAMS, JOISTS,

ETC, U.O.N. EXPOSED GALV. STEEL DECKING SHALL BE

EXCLUDED AND REMAIN UNFINISHED.

BASE:

N/A NOT APPLICABLE

WALLS:

N/A NOT APPLICABLE

CEILINGS:

N/A NOT APPLICABLE
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ARC-CS5
COLD STORAGE SCHEDULES

& DOOR TYPES

ROCKY HILL

NO. Revision Description Date

DOOR SCHEDULE

NO.

DOOR SIZE DOOR FRAME DETAILS FIRE

RATING

HARDWARE

SET REMARKSHeight Width TYPE MAT FIN TYPE MAT FIN HEAD JAMB

C101A 7' - 0" 3' - 0" F HM PTD 1 HM PTD 4/ARC-CS4 1 & 3/ARC-CS4 - 05 EXTERIOR DOOR, PROVIDE WEATHERPROOF GASKETING

C101B 7' - 0" 3' - 0" F HM PTD 1 HM PTD 4/ARC-CS4 1 & 3/ARC-CS4 - 05 EXTERIOR DOOR, PROVIDE WEATHERPROOF GASKETING

C101C 14' - 0" 12' - 0" OS - - - - - 7/ARC-CS4 5 & 6/ARC-CS4 - -

SCALE:  1/4" = 1'-0"

DOOR TYPE LEGEND
SCALE:  1/4" = 1'-0"

HM FRAME TYPES

SCALE:  1 1/2" = 1'-0"
4

DOOR HEAD DETAIL
SCALE:  3" = 1'-0"

2
THRESHOLD DETAILS

SCALE:  1 1/2" = 1'-0"
3

DOOR JAMB (HIGH WALL)

SCALE:  1 1/2" = 1'-0"
1

DOOR JAMB (LOW WALL)

SPECIALTY EQUIPMENT SCHEDULE

TAG

NO. DESCRIPTION

NEW /

EXISTING LOCATION

CT DOT

TAG NO. MANF. MODEL NO. REMARKS

S9 PALLET RACK SHELVING NEW COLD STORAGE N/A BASIS-OF-DESIGN: GRAINGER,

HUSKY #41D996

184809643120DS SEE PLAN FOR QUANTITIES

S10 PALLET RACK SHELVING EXISTING COLD STORAGE - - - SEE PLAN FOR QUANTITIES; RELOCATED BY CONTRACTOR FROM

WETHERSFIELD

DOOR SCHEDULE GENERAL NOTES:

1. GROUT FILL ALL FRAMES IN MASONRY CONSTRUCTION

2. ALL THRESHOLDS SHALL BE ADA COMPLIANT

3. PROVIDE SEALANT ALONG THE ENTIRE PERIMETER OF HM FRAMES, BOTH SIDES OF WALL

ROOM FINISH SCHEDULE

ROOM NO. ROOM NAME FLOOR BASE WALLS CEILING REMARKS

C101 COLD STORAGE SCONC N/A N/A EXPOSED

SCALE:  1 1/2" = 1'-0"
5

OVERHEAD DOOR JAMB (LOW WALL)
SCALE:  1 1/2" = 1'-0"

6
OVERHEAD DOOR JAMB (HIGH WALL)

SCALE:  1 1/2" = 1'-0"
7

OVERHEAD DOOR HEAD DETAIL

Kleinfelder
500 Enterprise Drive,
Suite 4B
Rocky Hill, CT 06067 

06.56


	ARCH_CT DOT_Rocky Hill Repair Facility_CS_Central_hmarshall
	ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall - Sheet - ARC-101 - FLOOR PLAN PART 'A'
	ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall - Sheet - ARC-102 - FLOOR PLAN PART 'B'
	ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall - Sheet - ARC-401 - ENLARGED TOILET PLAN & ELEVATIONS
	ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall - Sheet - ARC-103 - FLOOR PLAN PART 'C'
	ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall - Sheet - ARC-104 - FLOOR PLAN PART 'D'
	ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall - Sheet - ARC-105 - FLOOR PLAN PART 'E'
	ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall - Sheet - ARC-106 - FLOOR PLAN PART 'F'
	ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall - Sheet - ARC-107 - FLOOR PLAN PART 'G'
	ARCH_CT DOT_Rocky Hill Repair Facility_Central_hmarshall - Sheet - ARC-001 - ARCHITECTURAL LIST OF DRAWINGS




 


– For Internal CTDOT Use Only Discipline Subset Submittal Checklist  


The following check list shall be checked and attached to each discipline subset * 


prior to being digitally signed. 
 


Check Task Section in DPD 
Manual 


 1. Attach this checklist to the discipline subset. Section 3.1 


 2. Complete the following tasks using Bluebeam on 


the discipline subset? 


 


 a. Apply Page Labels Section 1.6.2 


 b. Apply Sheet Numbers Section 1.6.2 


 c.  Apply Watermark Section 2.4 


 d. Flatten Markups Section 2.4 


 e. Digital Signature Field Section 2.5.1 


       3. Type name and telephone number below.  
       4. Consultants using Thin Client Only 


     Engineer of Record digitally sign the plans. 


 


 5.  Upload, if not in Projectwise already, the 


discipline subset into the 100_Contract_Plans 
folder in Projectwise and attribute the document 


correctly? 


Section 3.2.4 


 a. Discipline = CT 


 b. Main Category = CON 


 c.  Sub Category = FDP, DCD, DCD2, 


ADP, ACD, DCO where applicable 
 d. Label = subset number and name. 


   Example of highways subset 
would be 03-Highways. 


   The label for a subset shall be the 


same for both FDP and 
DCD submittals. 


   Addendum submittals shall match 
FDP submittals with the addition 
of “_A#”. 


   Change Order Submittals shall 
match FDP submittals with 
the 
addition of “_C#”.  e. Description field is filled in with 


a description of the subset. 
 f. The applicable bridge no.(s) or signal 


intersection(s) were selected that is/are 
associated with this subset. 


 6.CTDOT Engineers or Consultants Using Thick Client 
    Forward link to Engineer of Record for Digital Signature 


 


 7. Apply the QA/QC stamp after the discipline 
subset has been digitally signed. 


Section 3.1 


I have performed and checked that all the tasks above were performed correctly. 
 


                    


                   Submitted By (Type in Name)                     Phone Number (Type in Phone Number) 


* Discipline subset includes the General subset and all other discipline subsets.  The 02Revisions does not need
a checklist attached.  The standard subsets already have a checklist attached to the index sheets.



http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=58

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=13

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=14

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=42

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=43

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=45

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=65

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=59

M. Calkins AEC Applications

Text Box

addition of "_C#". 
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